Chapter 21A — Masonry

2001 CBC PROPOSED ADOPTION OSHPD DSA-SS Comments
1 4
Adopt entire chapter without
amendments
Adopt entire chapter with X X X
amendments listed below
Adopt only those sections listed
below
2101A.1.1 X X X
2101A.1.2 X X X
2101A.2.2 X X X
2101A.2.3 X X X
2109A 2101A.2.4 X X X Relocated existing California
Building Standards into IBC
format
2110A.1 2101A.2.5 X X X Relocated existing California
Building Standards into IBC
format
2101A.3 2102A.1 X X X Relocated existing California
Building Standards into IBC
format
2103A.3
2103.3.1 2103A.8 Relocated existing California
Building Standards into IBC
format
2103A.11
2103A.4.2 2103A.12.1 CA Relocated existing California
Building Standards into IBC
format
2103A.4.2 2103A.12.2 CA X X X Relocated existing California
Building Standards into IBC
format
2103A.4.3 2103A.12.3 CA X X X Relocated existing California
CA Building Standards into IBC
format
2103A.13.6 X
2103A.13.7
2103A.14 2103A.14 CA X Relocated existing California
Building Standards into IBC
format
2104A.1.2
2110.A.2 2104A.1.2.5 Relocated existing California
Building Standards into IBC
format
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2104A.1.2.6

2104A.1.2.7
2104A.4.5 2104A.2 Relocated existing California
Ca Building Standards into IBC
format
2104A.3.2.2 X X X
2104A.3.3.2 X X X
2104A.4.2.1 X X X
2104A.6 CA 2104A.6 CA X X X Relocated existing California
Building Standards into IBC
format
2104A.7 2104A.7 CA X X X Relocated existing California
Building Standards into IBC
format
2105A.2
2105A.3.0 2105A.2.1 Relocated existing California
CA Building Standards into IBC
format
2105.2.2 X X X
2105A.2.2.1.3 X X X
2105A.2.2.2.1 X X X
2105A.3.2 2105A.2.2.2.2 X X X Relocated existing California
Building Standards into IBC
format
2105A.3.3 2105A.2.2.3 CA X X X Relocated existing California
Building Standards into IBC
format
2105A.3 X
2105A.3.1 2105A.4 CA X Relocated existing California
Building Standards into IBC
format
2105A.3.4 2105A.5 CA X X X Relocated existing California
Building Standards into IBC
format
2105A.6 CA 2105A.6 CA X X X Relocated existing California
Building Standards into IBC
format
2106A.1.1.1 X X X
2106A.1.1.2 X X X
2106A.1.1.3 X X X
2106A.5.3 CA X X X
2106A.1.12. 2106A.5.3.1 CA X X X Relocated existing California Buil-
4, 2105A.8 ding Standards into IBC format
2106A.1.12. 2106A.5.3.2 CA X X X Relocated existing California
4 Item 1 Building Standards into IBC

format
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2106A.1.7 2106A.5.4 CA X X X Relocated existing California
Building Standards into IBC
format
2107A.1.4 2107A.1.1 CA X X X Relocated existing California
Building Standards into IBC
format
2107A.1.5.3 2107A.4 CA X X X Relocated existing California
Building Standards into IBC
format
2106A.2.14. 2107A.5 CA X X X Relocated existing California
1 Building Standards into IBC
format
2106A.2.7 2107A.6 CA X X X Relocated existing California
Building Standards into IBC
format
2106A.2.3.3 2107A.9 CA X X X Relocated existing California
CA Building Standards into IBC
format
2107A.3 CA 2107A.10 CA X X X Relocated existing California
Building Standards into IBC
format
2107A.12 X X X
2108A.1 X X X
2108A.2 X X X
2108A.5 X X X
2109A 2109A X X X Relocated existing California
Building Standards into IBC
format
2110A.1 2110A.1 X X X Relocated existing California
Building Standards into IBC
format
2111A.3 X X X
2113A.3 X X X
2104A.4.2 2113A.5 X X X
2112A 2114A X X X Relocated existing California
Building Standards into IBC
format
2115A 2115A X X X Relocated existing California

Building Standards into IBC
format

REPEAL OF EXISTING CALIFORNIA AMENDMENTS IN PART OR IN WHOLE THAT ARE NO LONGER

NECESSARY AS FOLLOWS:

2001 CBC SECTION 2101A — GENERAL: Repeal amendment in following subsection.

2104A-3 and 2101A4.

2001-CBC-SECTION-2102A—MATERIAL- STANBARDBS: Repeal all amendments in this section.
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2001 CBC SECTION 2103A — MORTAR AND GROUT: Repeal amendments in following subsections.
2103A1 and 2103A-3:2.

2001 CBC SECTION 2104A — CONSTRUCTION: Repeal amendments in following subsections.
2104A-3-4,2104A-3-5 and 2104A-5.

2001 CBC SECTION 2105A — QUALITY ASSURANCE: Repeal amendments in following subsections.

2106A12106AA4 210645 and 2105A+.

2001 CBC SECTION 2106A — GENERAL DESIGN REQUIREMENTS: Repeal amendments in following
subsections.

 2106A-1-9;
2—1—96A—1—1—2—2—2496A—1—24—2—196A—1—1—2—4 /tem # 2 2—196A—2—1—2—1—2496A—2—14é’—2—196A—2—14—4—2—196A—2—15
and 2106A-3 including all subsections.

2001 CBC SECTION 2107A — WORKING STRESS DESIGN OF MASONRY: Repeal amendments in
following subsections.

2107A 12 2107A1-3-1-2107A1-3-2-2107-1-5 including all subsections, 2107A-2.2 including all
subsections, 2107A-2.9; 2107A-2-13 including all subsections and 210A7.3.

2001-CBC-SECTHON-2108A—STRENGTH DESIGN-OF-MASONRY: Repeal all amendments in this section.
2001 CBC SECTION 2110A — GLASS MASONRY: Repeal amendment in the following section.

21H10A2

2001-CBC-SECTION-2114A—USE OF EXISTHNG-MASONRY: Repeal all amendments in this section.
2001 CBC-SECTHON2115A—TESTS-ANBINSPECHONS: Repeal all amendments in this section.

2001 CBC CHAPTER 21 TABLES: Repeal all amendment in following Tables.

Fables 21A-A21A-B.21A-D21A-H-1,21A-H-2 and 231A-H-3-

EXPRESS TERMS

SECTION 2101A - GENERAL

2101A.1 Scope. This chapter shall govern the materials, design, construction and quality of masonry.

2101A.1.1 Application. The scope of application of Chapter 21A is as follows:

1. Applications listed in Section 109.2 requlated by the Division of the State Architect-Structural
Safety (DSA-SS).These applications include public elementary and secondary schools,
community colleges and state-owned or state-leased essential services buildings.

2. Applications listed in Section 110.1, and 110.4 requlated by the Office of Statewide Health
Planning and Development (OSHPD). These applications include hospitals, skilled nursing
facilities, intermediate care facilities and correctional treatment centers.

Exception [For OSHPD 2]. Single-story Type V skilled nursing or intermediate care facilities
utilizing wood-frame or light-steel-frame construction as defined in Health and Safety Code
Section 129725, which shall comply with CBC Chapter 21 and any applicable amendments
therein.
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2101A.1.2 Amendments in this chapter. DSA - SS and OSHPD adopt this chapter and all
amendments.

Exception: Amendments adopted by only one agency appear in this chapter preceded with the
appropriate acronym of the adopting agency, as follows:

1. Division of the State Architect - Structural Safety:
[DSA-SS] - For applications listed in Section 109.2

2. Office of Statewide Health Planning and Development:
[OSHPD 1] - For applications listed in Section 110.1
[OSHPD 4] - For applications listed in Section 110.4

2101A.2 Design methods. Masonry shall comply with the provisions of one of the following design methods in this
chapter as well as the requirements of Sections 2101A through 2104A. Masonry designed by the allowable stress
design provisions of Section 2101A.2.1, the strength design provisions of Section 2101A.2.2 or the prestressed masonry
provisions of Section 2101A.2.3 shall comply with Section 2105A.

2101A.2.1 Allowable stress design. Masonry designed by the allowable stress design method shall comply with
the provisions of Sections 2106A and 2107A.

2101A.2.2 Strength design. Masonry designed by the strength design method shall comply with the provisions of
Sections 2106A and 2108A,_ AAC Masonry not permitted by OSHPD and DSA-SS. exeeptthatautoclaved
aerated-conerete onry-Sha omply—with-the provist O ection 06-and

hanta nd-Anpend
ap and PP S

2101A.2.3 Prestressed masonry._Not permitted by OSHPD and DSA-SS. Prestressed-masenry-shall-be

2101A.2.4 Empirical design. (Relocated from 2109A, 2001 CBC) Not permitted by OSHPD and DSA-SS.

2101A.2.5 Glass unit masonry. Glass unit masonry shall comply with the provisions of Section 2110A. e¢

(Relocated from 2110A.1, 2001 CBC) Chapter 7of ACF530/ASCES/-TMS-402-

2101A.2.6 Masonry veneer. Masonry veneer shall comply with the provisions of Chapter 14 or Chapter 6 of ACI
530/ASCE 5/TMS 402.

2101A.3 Construction documents. The construction documents shall show all of the items required by this code
including the following:

1. Specified size, grade, type and location of reinforcement, anchors and wall ties.
2. Reinforcing bars to be welded and welding procedure.
3. Size and location of structural elements.

4. Provisions for dimensional changes resulting from elastic deformation, creep, shrinkage, temperature and
moisture.

2101A.3.1 Fireplace drawings. The construction documents shall describe in sufficient detail the location, size
and construction of masonry fireplaces. The thickness and characteristics of materials and the clearances from
walls, partitions and ceilings shall be clearly indicated.
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SECTION 2102A - DEFINITIONS AND NOTATIONS

2102A.1 General. The following words and terms shall, for the purposes of this chapter and as used elsewhere in this
code, have the meanings shown herein.

AAC MASONRY. Masonry made of autoclaved aerated concrete (AAC) units, manufactured without internal
reinforcement and bonded together using thin- or thick-bed mortar.

ADOBE CONSTRUCTION. Construction in which the exterior load-bearing and nonload-bearing walls and
partitions are of unfired clay masonry units, and floors, roofs and interior framing are wholly or partly of wood or other

approved materials.

Adobe, stabilized. Unfired clay masonry units to which admixtures, such as emulsified asphalt, are added during
the manufacturing process to limit the units' water absorption so as to increase their durability.

Adobe, unstabilized. Unfired clay masonry units that do not meet the definition of "Adobe, stabilized."
ANCHOR. Metal rod, wire or strap that secures masonry to its structural support.

ARCHITECTURAL TERRA COTTA. Plain or ornamental hard-burned modified clay units, larger in size than
brick, with glazed or unglazed ceramic finish.

AREA.
Bedded. The area of the surface of a masonry unit that is in contact with mortar in the plane of the joint.

Gross cross-sectional. The area delineated by the out-to-out specified dimensions of masonry in the plane under
consideration.

Net cross-sectional. The area of masonry units, grout and mortar crossed by the plane under consideration based
on out-to-out specified dimensions.

AUTOCLAVED AERATED CONCRETE (AAC). Low-density cementitious product of calcium silicate hydrates,
whose material specifications are defined in ASTM C 1386.

BED JOINT. The horizontal layer of mortar on which a masonry unit is laid.
BOND BEAM. A horizontal grouted element within masonry in which reinforcement is embedded.
BOND REINFORCING. The adhesion between steel reinforcement and mortar or grout.
BRICK.
Calcium silicate (sand lime brick). A masonry unit made of sand and lime.

Clay or shale. A masonry unit made of clay or shale, usually formed into a rectangular prism while in the plastic
state and burned or fired in a kiln.

Concrete. A masonry unit having the approximate shape of a rectangular prism and composed of inert aggregate
particles embedded in a hardened cementitious matrix.

BUTTRESS. A projecting part of a masonry wall built integrally therewith to provide lateral stability.

CAST STONE. A building stone manufactured from portland cement concrete precast and used as a trim, veneer or
facing on or in buildings or structures.

CELL. A void space having a gross cross-sectional area greater than 1'/,square inches (967 mm?).

CHIMNEY. A primarily vertical enclosure containing one or more passageways for conveying flue gases to the
outside atmosphere.

CHIMNEY TYPES.
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High-heat appliance type. An approved chimney for removing the products of combustion from fuel-burning,
high-heat appliances producing combustion gases in excess of 2,000°F (1093°C) measured at the appliance flue
outlet (see Section 2113A.11.3).

Low-heat appliance type. An approved chimney for removing the products of combustion from fuel-burning,
low-heat appliances producing combustion gases not in excess of 1,000°F (538°C) under normal operating
conditions, but capable of producing combustion gases of 1,400°F (760°C) during intermittent forces firing for
periods up to 1 hour. Temperatures shall be measured at the appliance flue outlet.

Masonry type. A field-constructed chimney of solid masonry units or stones.

Medium-heat appliance type. An approved chimney for removing the products of combustion from fuel-burning,
medium-heat appliances producing combustion gases not exceeding 2,000°F (1093°C) measured at the appliance
flue outlet (see Section 2113A.11.2).

CLEANOUT. An opening to the bottom of a grout space of sufficient size and spacing to allow the removal of debris.

COLLAR JOINT. Vertical longitudinal joint between wythes of masonry or between masonry and backup
construction that is permitted to be filled with mortar or grout.

COLUMN, MASONRY. An isolated vertical member whose horizontal dimension measured at right angles to its
thickness does not exceed three times its thickness and whose height is at least four times its thickness.

COMPOSITE ACTION. Transfer of stress between components of a member designed so that in resisting loads, the
combined components act together as a single member.

COMPOSITE MASONRY. Multiwythe masonry members acting with composite action.
COMPRESSIVE STRENGTH OF MASONRY. Maximum compressive force resisted per unit of net cross-sectional
area of masonry, determined by the testing of masonry prisms or a function of individual masonry units, mortar and

grout.

CONNECTOR. A mechanical device for securing two or more pieces, parts or members together, including anchors,
wall ties and fasteners.

COVER. Distance between surface of reinforcing bar and edge of member.

DIAPHRAGM. A roof or floor system designed to transmit lateral forces to shear walls or other lateral-load-resisting
elements.

DIMENSIONS.
Actual. The measured dimension of a masonry unit or element.

Nominal. The specified dimension plus an allowance for the joints with which the units are to be laid. Thickness
is given first, followed by height and then length.

Specified. The dimensions specified for the manufacture or construction of masonry, masonry units, joints or any
other component of a structure.

EFFECTIVE HEIGHT. For braced members, the effective height is the clear height between lateral supports and is
used for calculating the slenderness ratio. The effective height for unbraced members is calculated in accordance with
engineering mechanics.

FIREPLACE. A hearth and fire chamber or similar prepared place in which a fire may be made and which is built in
conjunction with a chimney.

FIREPLACE THROAT. The opening between the top of the firebox and the smoke chamber.

FOUNDATION PIER. An isolated vertical foundation member whose horizontal dimension measured at right angles
to its thickness does not exceed three times its thickness and whose height is equal to or less than four times its
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thickness.
GLASS UNIT MASONRY. Masonry composed of glass units bonded by mortar.
GROUTED MASONRY.

Grouted hollow-unit masonry. That form of grouted masonry construction in which certain designated cells of
hollow units are continuously filled with grout.

Grouted multiwythe masonry. That form of grouted masonry construction in which the space between the
wythes is solidly or periodically filled with grout.

HEAD JOINT. Vertical mortar joint placed between masonry units within the wythe at the time the masonry units are
laid.

HEADER (Bonder). A masonry unit that connects two or more adjacent wythes of masonry.

HEIGHT, WALLS. The vertical distance from the foundation wall or other immediate support of such wall to the top
of the wall.

MASONRY. A built-up construction or combination of building units or materials of clay, shale, concrete, glass,
gypsum, stone or other approved units bonded together with or without mortar or grout or other accepted methods of
joining.

Ashlar masonry. Masonry composed of various-sized rectangular units having sawed, dressed or squared bed
surfaces, properly bonded and laid in mortar.

Coursed ashlar. Ashlar masonry laid in courses of stone of equal height for each course, although different
courses shall be permitted to be of varying height.

Glass unit masonry. Masonry composed of glass units bonded by mortar.

Plain masonry. Masonry in which the tensile resistance of the masonry is taken into consideration and the effects
of stresses in reinforcement are neglected.

Random ashlar. Ashlar masonry laid in courses of stone set without continuous joints and laid up without drawn
patterns. When composed of material cut into modular heights, discontinuous but aligned horizontal joints are

discernible.

Reinforced masonry. Masonry construction in which reinforcement acting in conjunction with the masonry is
used to resist forces.

Solid masonry. Masonry consisting of solid masonry units laid contiguously with the joints between the units
filled with mortar.

Unreinforced (plain) masonry. Masonry in which the tensile resistance of masonry is taken into consideration
and the resistance of the reinforcing steel, if present, is neglected.

MASONRY UNIT. Brick, tile, stone, glass block or concrete block conforming to the requirements specified in
Section 2103A.

Clay. A building unit larger in size than a brick, composed of burned clay, shale, fired clay or mixtures thereof.

Concrete. A building unit or block larger in size than 12 inches by 4 inches by 4 inches (305 mm by 102 mm by
102 mm) made of cement and suitable aggregates.

Hollow. A masonry unit whose net cross-sectional area in any plane parallel to the load-bearing surface is less
than 75 percent of its gross cross-sectional area measured in the same plane.

Solid. A masonry unit whose net cross-sectional area in every plane parallel to the load-bearing surface is 75
percent or more of its gross cross-sectional area measured in the same plane.
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(Relocated from 2101A.3, 2001 CBC) Hollow-unit Masonry Wall. Type of construction made with
hollow masonry units in which the units are laid and set in mortar, reinforced and grouted solid except
as provided in Section 2114A.

MEAN DAILY TEMPERATURE. The average daily temperature of temperature extremes predicted by a local
weather bureau for the next 24 hours.

MORTAR. A plastic mixture of approved cementitious materials, fine aggregates and water used to bond masonry or
other structural units.

MORTAR, SURFACE-BONDING. A mixture to bond concrete masonry units that contains hydraulic cement, glass
fiber reinforcement with or without inorganic fillers or organic modifiers and water.

PLASTIC HINGE. The zone in a structural member in which the yield moment is anticipated to be exceeded under
loading combinations that include earthquakes.

PRESTRESSED MASONRY. Masonry in which internal stresses have been introduced to counteract potential tensile
stresses in masonry resulting from applied loads.

PRISM. An assemblage of masonry units and mortar with or without grout used as a test specimen for determining
properties of the masonry.

RUBBLE MASONRY. Masonry composed of roughly shaped stones.

Coursed rubble. Masonry composed of roughly shaped stones fitting approximately on level beds and well
bonded.

Random rubble. Masonry composed of roughly shaped stones laid without regularity of coursing but well bonded
and fitted together to form well-divided joints.

Rough or ordinary rubble. Masonry composed of unsquared field stones laid without regularity of coursing but
well bonded.

RUNNING BOND. The placement of masonry units such that head joints in successive courses are horizontally offset
at least one-quarter the unit length.

SHEAR WALL.

Detailed plain masonry shear wall. A masonry shear wall designed to resist lateral forces neglecting stresses in
reinforcement, and designed in accordance with Section 2106A.1.1.

Intermediate prestressed masonry shear wall. A prestressed masonry shear wall designed to resist lateral forces
considering stresses in reinforcement, and designed in accordance with Section 2106A.1.1.2.

Intermediate reinforced masonry shear wall. A masonry shear wall designed to resist lateral forces considering
stresses in reinforcement, and designed in accordance with Section 2106A.1.1.

Ordinary plain masonry shear wall. A masonry shear wall designed to resist lateral forces neglecting stresses in
reinforcement, and designed in accordance with Section 2106A.1.1.

Ordinary plain prestressed masonry shear wall. A prestressed masonry shear wall designed to resist lateral
forces considering stresses in reinforcement, and designed in accordance with Section 2106A.1.1.1.

Ordinary reinforced masonry shear wall. A masonry shear wall designed to resist lateral forces considering
stresses in reinforcement, and designed in accordance with Section 2106A.1.1.

Special prestressed masonry shear wall. A prestressed masonry shear wall designed to resist lateral forces
considering stresses in reinforcement and designed in accordance with Section 2106A.1.1.3 except that only
grouted, laterally restrained tendons are used.

Special reinforced masonry shear wall. A masonry shear wall designed to resist lateral forces considering
stresses in reinforcement, and designed in accordance with Section 2106A.1.1.
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SHELL. The outer portion of a hollow masonry unit as placed in masonry.

SPECIFIED. Required by construction documents.

SPECIFIED COMPRESSIVE STRENGTH OF MASONRY, f',. Minimum compressive strength, expressed as
force per unit of net cross-sectional area, required of the masonry used in construction by the construction documents,
and upon which the project design is based. Whenever the quantity /', is under the radical sign, the square root of
numerical value only is intended and the result has units of pounds per square inch (psi) (MPa).

STACK BOND. The placement of masonry units in a bond pattern is such that head joints in successive courses are
vertically aligned. For the purpose of this code, requirements for stack bond shall apply to masonry laid in other than
running bond.

STONE MASONRY. Masonry composed of field, quarried or cast stone units bonded by mortar.

Ashlar stone masonry. Stone masonry composed of rectangular units having sawed, dressed or squared bed
surfaces and bonded by mortar.

Rubble stone masonry. Stone masonry composed of irregular-shaped units bonded by mortar.
STRENGTH.
Design strength. Nominal strength multiplied by a strength reduction factor.

Nominal strength. Strength of a member or cross section calculated in accordance with these provisions before
application of any strength-reduction factors.

Required strength. Strength of a member or cross section required to resist factored loads.
THIN-BED MORTAR. Mortar for use in construction of AAC unit masonry with joints 0.06 inch (1.5 mm) or less.
TIE, LATERAL. Loop of reinforcing bar or wire enclosing longitudinal reinforcement.
TIE, WALL. A connector that connects wythes of masonry walls together.
TILE. A ceramic surface unit, usually relatively thin in relation to facial area, made from clay or a mixture of clay or
other ceramic materials, called the body of the tile, having either a "glazed" or "unglazed" face and fired above red heat
in the course of manufacture to a temperature sufficiently high enough to produce specific physical properties and

characteristics.

TILE, STRUCTURAL CLAY. A hollow masonry unit composed of burned clay, shale, fire clay or mixture thereof,
and having parallel cells.

WALL. A vertical element with a horizontal length-to-thickness ratio greater than three, used to enclose space.

Cavity wall. A wall built of masonry units or of concrete, or a combination of these materials, arranged to provide
an airspace within the wall, and in which the inner and outer parts of the wall are tied together with metal ties.

Composite wall. A wall built of a combination of two or more masonry units bonded together, one forming the
backup and the other forming the facing elements.

Dry-stacked, surface-bonded walls. A wall built of concrete masonry units where the units are stacked dry,
without mortar on the bed or head joints, and where both sides of the wall are coated with a surface-bonding

mortar.

Masonry-bonded hollow wall. A wall built of masonry units so arranged as to provide an airspace within the
wall, and in which the facing and backing of the wall are bonded together with masonry units.

Parapet wall. The part of any wall entirely above the roof line.
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WEB. An interior solid portion of a hollow masonry unit as placed in masonry.

WY THE. Each continuous, vertical section of a wall, one masonry unit in thickness.
NOTATIONS.

A, = Net cross-sectional area of masonry, square inches (mm>).

b = Effective width of rectangular member or width of flange for T and I sections, inches (mm).
d, = Diameter of reinforcement, inches (mm).

F, = Allowable tensile or compressive stress in reinforcement, psi (MPa).

/= Modulus of rupture, psi (MPa).

J, = Specified yield stress of the reinforcement or the anchor bolt, psi (MPa).

f'44c = Specified compressive strength of AAC masonry, the minimum compressive strength for a class of AAC
masonry as specified in ASTM C 1386, psi (MPa).

/' = Specified compressive strength of masonry at age of 28 days, psi (MPa).

f'mi = Specified compressive strength of masonry at the time of prestress transfer, psi (MPa).

K = The lesser of the masonry cover, clear spacing between adjacent reinforcement, or five times d}, inches (mm).
L, = Distance between supports, inches (mm).

L, = Length of wall, inches (mm).

1;= Required development length or lap length of reinforcement, inches (mm).

;.= Embedment length of reinforcement, inches (mm).

P,, = Weight of wall tributary to section under consideration, pounds (N).

t = Specified wall thickness dimension or the least lateral dimension of a column, inches (mm).
V,= Nominal shear strength, pounds (N).

V,,= Required shear strength due to factored loads, pounds (N).

W = Wind load, or related internal moments in forces.

y = Reinforcement size factor.

p»= Ratio of distributed shear reinforcement on plane perpendicular to plane of 4,,,,.

Pmax = Maximum reinforcement ratio.

¢ = Strength reduction factor.

SECTION 2103A - MASONRY CONSTRUCTION MATERIALS

2103A.1 Concrete masonry units. Concrete masonry units shall conform to the following standards: ASTM C 55 for
concrete brick; ASTM C 73 for calcium silicate face brick; ASTM C 90 for load-bearing concrete masonry units or
ASTM C 744 for prefaced concrete and calcium silicate masonry units.

2103A.2 Clay or shale masonry units. Clay or shale masonry units shall conform to the following standards: ASTM C
34 for structural clay load-bearing wall tile; ASTM C 56 for structural clay nonload-bearing wall tile; ASTM C 62 for
building brick (solid masonry units made from clay or shale); ASTM C 1088 for solid units of thin veneer brick; ASTM
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C 126 for ceramic-glazed structural clay facing tile, facing brick and solid masonry units; ASTM C 212 for structural
clay facing tile; ASTM C 216 for facing brick (solid masonry units made from clay or shale); ASTM C 652 for hollow
brick (hollow masonry units made from clay or shale); and ASTM C 1405 for glazed brick (single-fired solid brick
units).

Exception: Structural clay tile for nonstructural use in fireproofing of structural members and in wall furring shall
not be required to meet the compressive strength specifications. The fire-resistance rating shall be determined in
accordance with ASTM E 119 and shall comply with the requirements of Table 602.

2103A.3 AAC masonry._Not permitted by OSHPD and DSA-SS. AAC-masenty-units-shall-conform-to- ASTM-C
1386-forthe strength-class-specified:

2103A.4 Stone masonry units. Stone masonry units shall conform to the following standards: ASTM C 503 for marble
building stone (exterior); ASTM C 568 for limestone building stone; ASTM C 615 for granite building stone; ASTM C
616 for sandstone building stone; or ASTM C 629 for slate building stone.

2103A.5 Ceramic tile. Ceramic tile shall be as defined in, and shall conform to the requirements of, ANSI A137.1.

2103A.6 Glass unit masonry. Hollow glass units shall be partially evacuated and have a minimum average glass face
thickness of %/, inch (4.8 mm). Solid glass-block units shall be provided when required. The surfaces of units intended
to be in contact with mortar shall be treated with a polyvinyl butyral coating or latex-based paint. Reclaimed units shall
not be used.

2103A.7 Second-hand units. Second-hand masonry units shall not be reused unless they onform to the requirements of
new units. The units shall be of whole, sound materials and free from cracks and other defects that will interfere with
proper laying or use. Old mortar shall be cleaned from the unit before reuse.

2103A.8 Mortar. Mortar for use in masonry construction shall conform to ASTM C 270 and shall conform to the
proportion specifications of Table 2103A.8(1) or the property specifications of Table 2103A.8(2) (Relocated from
2103A.3.1, 2001 CBC) for Type S mortar. Fype-S-orN-nortarshall-be-used-forglass-unit- masenry:- The amount of
water used in mortar for glass unit masonry shall be adjusted to account for the lack of absorption. Retempering of
mortar for glass unit masonry shall not be permitted after initial set. Unused mortar shall be discarded within 2'/, hours
after initial mixing, except that unused mortar for glass unit masonry shall be discarded within 1'/, hours after initial
mixing.

(Relocated from 2103A.3.1, 2001 CBC) Lime shall be the last material added to the mixer. Materials for
mortar and grout shall be measured in suitable calibrated devices. Shovel measurements will not be
accepted. Aggregates for mortar shall conform to the provisions set forth in ASTM C 144, Aggregates for
Masonry Mortar.

2103A.9 Surface-bonding mortar. Surface-bonding mortar shall comply with ASTM C 887. Surface bonding of
concrete masonry units shall comply with ASTM C 946.

2103A.10 Mortars for ceramic wall and floor tile. Portland cement mortars for installing ceramic wall and floor tile
shall comply with ANSI A108.1A and ANSI A108.1B and be of the compositions indicated in Table 2103A.10.

TABLE 2103A.10 - CERAMIC TILE MORTAR COMPOSITIONS
LOCATION MORTAR COMPOSITION
Walls Scratchcoat 1 cement;'/s hydrated lime;
4 dry or 5 damp sand

Setting bed and | 1 cement;'/, hydrated lime;
leveling coat 5 damp sand to 1 cement
1 hydrated lime, 7 damp sand

Floors Setting bed 1 cement;'/;, hydrated lime;
5 dry or 6 damp sand; or 1
cement; 5 dry or 6 damp sand

Ceilings |[Scratchcoat and| 1 cement;'/,;hydrated lime;
sand bed 2'/, dry sand or 3 damp sand
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2103A.10.1 Dry-set portland cement mortars. Premixed prepared portland cement mortars, which require only
the addition of water and are used in the installation of ceramic tile, shall comply with ANSI A118.1. The shear

bond strength for tile set in such mortar shall be as required in accordance with ANSI A118.1. Tile set in dry-set
portland cement mortar shall be installed in accordance with ANSI A108.5.

2103A.10.2 Latex-modified portland cement mortar. Latex-modified portland cement thin-set mortars in which
latex is added to dry-set mortar as a replacement for all or part of the gauging water that are used for the
installation of ceramic tile shall comply with ANSI A118.4. Tile set in latex-modified portland cement shall be
installed in accordance with ANSI A108.5.

TABLE 2103A.8(1) - MORTAR PROPORTIONS

PROPORTIONS BY VOLUME (cementitious materials)
Portland Masonry cement® Mortar cement® AGGREGATE
cement?or MEASURED IN A
blended HYDRATED LIME®| DAMP, LOOSE
MORTAR TYPE cement® M s N M N | ORLIME PUTTY CONDITION
Cement- M 1 — — — — — — 'y
lime S 1 — | — | =] = = = over'yto'
1 1
N 1 — | = = | | — | o {5 tol {‘/‘ Not less than 2'/,
o 1 — | — | =l — | — | — [overl 4102/ |ynqpot more than
Mortar ﬁ 1 - | — T - 1 - 3 times the sum
cement » T 0 T o of the separate
S /s — — — — — 1 —
S - I e o o volumes of
N o o I o o cementitious
0 _ _ ] =] = _ materials
Masonry M 1 — — 1 — — — —
cement M — 1 — — — — — —
S A — | =1 | =] =1—= —
S — — 1 — — — — —
N — — — 1 — — — —
o — — — 1 — — — —
a. Portland cement conforming to the requirements of ASTM C 150.
b. Blended cement conforming to the requirements of ASTM C 595.
c. Masonry cement conforming to the requirements of ASTM C 91.
d. Mortar cement conforming to the requirements of ASTM C 1329.
e. Hydrated lime conforming to the requirements of ASTM C 207.
TABLE 2103A.8(2) - MORTAR PROPERTIES?®
AVERAGE COMPRESSIVE”
STRENGTH AT 28 DAYS WATER RETENTION AIR CONTENT
MORTAR TYPE minimum (psi) minimum (%) maximum (%)
Cement-lime M 2,500 75 12
S 1,800 75 12
N 750 75 14¢
(0] 350 75 14°
Mortar cement M 2,500 75 12
S 1,800 75 12
N 750 75 14¢
(0] 350 75 14°
Masonry cement M 2,500 75 18
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S 1,800 75 18
N 750 75 20¢
0 350 75 20¢

For SI: 1 inch =25.4 mm, 1 pound per square inch = 6.895 kPa.

a. This aggregate ratio (measured in damp, loose condition) shall not be less than 2'/, and not more than 3 times the sum
of the separate volumes of cementitious materials.

b. Average of three 2-inch cubes of laboratory-prepared mortar, in accordance with ASTM C 270.

c.  When structural reinforcement is incorporated in cement-lime or mortar cement mortars, the maximum air content
shall not exceed 12 percent.

d.  When structural reinforcement is incorporated in masonry cement mortar, the maximum air content shall not exceed 18
percent.

2103A.10.3 Epoxy mortar. Ceramic tile set and grouted with chemical-resistant epoxy shall comply with ANSI
A118.3. Tile set and grouted with epoxy shall be installed in accordance with ANSI A108.6.

2103A.10.4 Furan mortar and grout. Chemical-resistant furan mortar and grout that are used to install ceramic
tile shall comply with ANSI A118.5. Tile set and grouted with furan shall be installed in accordance with ANSI
A108.8.

2103A.10.5 Modified epoxy-emulsion mortar and grout. Modified epoxy-emulsion mortar and grout that are
used to install ceramic tile shall comply with ANSI A118.8. Tile set and grouted with modified epoxy-emulsion
mortar and grout shall be installed in accordance with ANSI A108.9.

2103A.10.6 Organic adhesives. Water-resistant organic adhesives used for the installation of ceramic tile shall
comply with ANSI A136.1. The shear bond strength after water immersion shall not be less than 40 psi (275 kPa)
for Type I adhesive and not less than 20 psi (138 kPa) for Type II adhesive when tested in accordance with ANSI
A136.1. Tile set in organic adhesives shall be installed in accordance with ANSI A108.4.

2103A.10.7 Portland cement grouts. Portland cement grouts used for the installation of ceramic tile shall comply
with ANSI A118.6. Portland cement grouts for tile work shall be installed in accordance with ANSI A108.10.

2103A.11 Mortar for AAC masonry. Not permitted by OSHPD and DSA-SS. Thin-bed-mertarfor AAC-masenty
4 mply-with-Seetion 03-H-+ or-leveling courses of AA MaSonRry-Sha omply-with Sect
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2103A.12 Grout. Grout shall conform to Table 2103A.12 or to ASTM C 476. When grout conforms to ASTM C 476,
the grout shall be specified by proportion requirements or property requirements.

TABLE 2103A.12 - GROUT PROPORTIONS BY VOLUME FOR MASONRY CONSTRUCTION

PARTS BY AGGREGATE, MEASURED IN A
VOLUME OF DAMP, LOOSE CONDITION
PORTLAND PARTS BY
CEMENT OR VOLUME OF
BLENDED HYDRATED LIME
TYPE CEMENT OR LIME PUTTY Fine Coarse
2'/,-3 times the —
Fine sum of the
1 0-/10 volumes of the
grout .
cementitious
materials
2'/,-3 times the [1-2 times the sum of]
sum of the the volumes of the
Coarse 1 .
1 0-"/10 volumes of the cementitious
grout .. .
cementitious materials
materials

2103A.12.1 (Relocated from 2103A.4.2, 2001 CBC) Water. Water content shall be adjusted to provide
proper workability and to enable proper placement under existing field conditions, without segregation.
The water content expressed on a saturated surface-dry basis shall not exceed 0.7 times the weight
(mass) of cement.

2103A.12.2 (Relocated from 2103A.4.2, Item #1, 2001 CBC) Selecting Proportions. Proportions of
ingredients and any additives shall be based on laboratory or field experience with the grout ingredients
and the masonry units to be used. For coarse grout, the coarse and fine aggregates shall be combined

such that the fine aggregate part is not greater than 80 percent of the total aggregate weight (mass) and
at least 90 percent shall pass the 1/2 inch (12.7 mm) sieve. Coarse grout proportioned by weight shall
contain not less than 564 pounds of cementitious material per cubic yard (335 kg / ms).

2103A.12.3 (Relocated from 2103A.4.3, 2001 CBC) Aggregate. Aggregate for grout shall conform to
the requirements set forth in ASTM C 404, Aggregates for Grout. Coarse grout shall be used in grout
spaces 2 inches (51 mm) or more in width and in all filled-cell masonry construction.
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2103A.13 Metal reinforcement and accessories. Metal reinforcement and accessories shall conform to Sections
2103A.13.1 through 2103A.13.8.

2103A.13.1 Deformed reinforcing bars. Deformed reinforcing bars shall conform to one of the following
standards: ASTM A 615 for deformed and plain billet-steel bars for concrete reinforcement; ASTM A 706 for
low-alloy steel deformed bars for concrete reinforcement; ASTM A 767 for zinc-coated reinforcing steel bars;
ASTM A 775 for epoxy-coated reinforcing steel bars; and ASTM A 996 for rail and axle steel-deformed bars for
concrete reinforcement.

2103A.13.2 Joint reinforcement. Joint reinforcement shall comply with ASTM A 951. The maximum spacing of
crosswires in ladder-type joint reinforcement and point of connection of cross wires to longitudinal wires of truss-
type reinforcement shall be 16 inches (400 mm).

2103A.13.3 Deformed reinforcing wire. Deformed reinforcing wire shall conform to ASTM A 496.

2103A.13.4 Wire fabric. Wire fabric shall conform to ASTM A 185 for plain steel-welded wire fabric for
concrete reinforcement or ASTM A 497 for welded deformed steel wire fabric for concrete reinforcement.

2103A.13.5 Anchors, ties and accessories. Anchors, ties and accessories shall conform to the following
standards: ASTM A 36 for structural steel; ASTM A 82 for plain steel wire for concrete reinforcement; ASTM A
185 for plain steel-welded wire fabric for concrete reinforcement; ASTM A 240 for chromium and chromium-
nickle stainless steel plate, sheet and strip; ASTM A 307 Grade A for anchor bolts; ASTM A 480 for flat rolled
stainless and heat-resisting steel plate, sheet and strip; and ASTM A 1008 for cold-rolled carbon steel sheet.

2103A.13.6 Prestressing tendons. Not permitted by OSHPD and DSA-SS. Prestressing-tendons-shall-conform

+-Wire ASTM-A42 L
3. Strand ASTM-A416
4—LFew-relaxationstrand ASTM-A 416
SBar ASTMA-T22

Corrosion protection for carbon steel accessories used in exterior wall construction or interior walls exposed to a
mean relative humidity exceeding 75 percent shall comply with either Section 2103A.13.7.2 or 2103A.13.7.3.
Corrosion protection for carbon steel accessories used in interior walls exposed to a mean relative humidity equal
to or less than 75 percent shall comply with either Section 2103A.13.7.1, 2103A.13.7.2 or 2103A.13.7.3.
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2103A.13.7.1 Mill galvanized. Mill galvanized coatings shall be applied as follows:

1. For joint reinforcement, wall ties, anchors and inserts, a minimum coating of 0.1 ounce per square
foot (31g/m?) complying with the requirements of ASTM A 641 shall be applied.

2. For sheet metal ties and sheet metal anchors, a minimum coating complying with Coating Designation
G-60 according to the requirements of ASTM A 653 shall be applied.

3. For anchor bolts, steel plates or bars not exposed to the earth, weather or a mean relative humidity
exceeding 75 percent, a coating is not required.

2103A.13.7.2 Hot-dipped galvanized. Hot-dipped galvanized coatings shall be applied after fabrication as
follows:
1. For joint reinforcement, wall ties, anchors and inserts, a minimum coating of 1.5 ounces per square
foot (458 g/m?) complying with the requirements of ASTM A 153, Class B shall be applied.

2. For sheet metal ties and anchors, the requirements of ASTM A 153, Class B shall be met.

3. For steel plates and bars, the requirements of either ASTM A 123 or ASTM A 153, Class B shall be
met.

2103A.13.7.3 Epoxy coatings. Carbon steel accessories shall be epoxy coated as follows:

1. For joint reinforcement, the requirements of ASTM A 884, Class A, Type 1 having a minimum
thickness of 7 mils (175um) shall be met.

2. For wire ties and anchors, the requirements of ASTM A 899, Class C having a minimum thickness of
20 mils (508um) shall be met.

3. For sheet metal ties and anchors, a minimum thickness of 20 mils (508um) per surface shall be
provided or a minimum thickness in accordance with the manufacturer's specification shall be
provided.

2103A.13.8 Tests. Where unidentified reinforcement is approved for use, not less than three tension and
three bending tests shall be made on representative specimens of the reinforcement from each shipment and

grade of reinforcing steel proposed for use in the work.

2103A.14 (Relocated from 2103A.5, 2001 CBC) Additives and Admixtures.

2103A.14.1 General. Additives and admixtures to mortar or grout shall not be used unless approved by
the enforcement agency.

2103A.14.2 Antifreeze compounds. Antifreeze liquids, chloride salts or other such substances shall
not be used in mortar or grout.

2103A.14.3 Air entrainment. Air-entraining substances shall not be used in mortar or grout unless
tests are conducted to determine compliance with the requirements of this code.

2103A.14.4 Colors. Only pure mineral oxide, carbon black or synthetic colors may be used. Carbon
black shall be limited to a maximum of 3 percent of the weight of the cement.

SECTION 2104A - CONSTRUCTION

2104A.1 Masonry construction. Masonry construction shall comply with the requirements of Sections 2104A.1.1
through 2104A.5 and with ACI 530.1/ASCE 6/TMS 602.

2104A.1.1 Tolerances. Masonry, except masonry veneer, shall be constructed within the tolerances specified in
ACI 530.1/ASCE 6/TMS 602.

2104A.1.2 Placing mortar and units. Placement of mortar and clay and concrete units shall comply with
Sections 2104A.1.2.1, 2104A.1.2.2, 2104A.1.2.3 and 2104A.1.2.5. Placement of mortar and glass unit masonry
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shall comply with Sections 2104A.1.2.4 and

2104A.1.2.1 Bed and head joints. Unless otherwise required or indicated on the construction documents,
head and bed joints shall be */g inch (9.5 mm) thick, except that the thickness of the bed joint of the starting
course placed over foundations shall not be less than '/4inch (6.4 mm) and not more than */, inch (19.1 mm).

2104A.1.2.1.1 Open-end units. Open-end units with beveled ends shall be fully grouted. Head joints of
open-end units with beveled ends need not be mortared. The beveled ends shall form a grout key that
permits grouts within */g inch (15.9 mm) of the face of the unit. The units shall be tightly butted to
prevent leakage of the grout.

2104A.1.2.2 Hollow units. Hollow units shall be placed such that face shells of bed joints are fully mortared.
Webs shall be fully mortared in all courses of piers, columns, pilasters, in the starting course on foundations
where adjacent cells or cavities are to be grouted, and where otherwise required. Head joints shall be
mortared a minimum distance from each face equal to the face shell thickness of the unit.

2104A.1.2.3 Solid units. Unless otherwise required or indicated on the construction documents, solid units
shall be placed in fully mortared bed and head joints. The ends of the units shall be completely buttered.
Head joints shall not be filled by slushing with mortar. Head joints shall be constructed by shoving mortar
tight against the adjoining unit. Bed joints shall not be furrowed deep enough to produce voids.

2104A.1.2.4 Glass unit masonry. Glass units shall be placed so head and bed joints are filled solidly. Mortar
shall not be furrowed.

Unless otherwise required, head and bed joints of glass unit masonry shall be % inch (6.4 mm) thick,
except that vertical joint thickness of radial panels shall not be less than '/g inch (3.2 mm). The bed joint
thickness tolerance shall be minus '/;¢ inch (1.6 mm) and plus '/ inch (3.2 mm). The head joint thickness
tolerance shall be plus or minus '/5inch (3.2 mm).

2104A.1.2.5 Placement in mortar. Units shall be placed while the mortar is soft and plastic. Any unit
disturbed to the extent that the initial bond is broken after initial positioning shall be removed and relaid in
fresh mortar. (Relocated from 2110A.2, 2001 CBC) All mortar contact surfaces shall be treated to
ensure adhesion between mortar and glass.

2104A.1.2.6 Thin-bed mo

rtar and AAC masonry units. Not permitted by OSHPD and DSA-SS. AAC

2104A.1.2.7 Grouted masonry. Grouted masonry shall be per Section 2104A.6. Between-groutpotrs;a

2104A.1.3 Installation of wall ties. The ends of wall ties shall be embedded in mortar joints. Wall tie ends shall
engage outer face shells of hollow units by at least '/, inch (12.7 mm). Wire wall ties shall be embedded at least
1'/, inches (38 mm) into the mortar bed of solid masonry units or solid-grouted hollow units. Wall ties shall not be
bent after being embedded in grout or mortar.

2104A.1.4 Chases and recesses. Chases and recesses shall be constructed as masonry units are laid. Masonry
directly above chases or recesses wider than 12 inches (305 mm) shall be supported on lintels.

2104A.1.5 Lintels. The design for lintels shall be in accordance with the masonry design provisions of either
Section 2107A or 2108A. Minimum length of end support shall be 4 inches (102 mm).
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2104A.1.6 Support on wood. Masonry shall not be supported on wood girders or other forms of wood
construction except as permitted in Section 2304A.12.

2104A.1.7 Masonry protection. The top of unfinished masonry work shall be covered to protect the masonry
from the weather.

2104A.1.8 Weep holes. Weep holes provided in the outside wythe of masonry walls shall be at a maximum
spacing of 33 inches (838 mm) on center (0.c.). Weep holes shall not be less than %/, inch (4.8 mm) in diameter.

2104A.2 Corbeled masonry. (Relocated from 2104A.4.5, 2001 CBC) Except for corbels designed per Section
2107A or 2108A, the following shall apply:

1. Corbels shall be constructed of solid masonry units walls 12 inches (305 mm) or more in thickness.

2. The maximum corbeled projection beyond the face of the wall shall not exceed:

2.1. One-half third of the wall thickness for multiwythe walls bonded by mortar or grout and wall ties or
masonry headers used fo support structural members, and not more than 6 inches (152 mm)
when used to support a chimney built into the wall or

2.2. One-half third the wythe thickness for single wythe walls, masonry bonded hollow walls, multiwythe
walls with open collar joints and veneer walls used to support structural members, and not more
than 6 inches (152 mm) when used to support a chimney built into the wall.

3. The maximum projection of each course in such corbel shall not exceed 1 inch (26mm). ene-unit-shal
netexeceed:

4. The back surface of the corbelled section shall remain within 1 inch (25 mm) of plane.

5. The top course of all corbels shall be a header course.

2104A.2.1 Molded cornices. Unless structural support and anchorage are provided to resist the overturning
moment, the center of gravity of projecting masonry or molded cornices shall lie within the middle one-third of
the supporting wall. Terra cotta and metal cornices shall be provided with a structural frame of approved
noncombustible material anchored in an approved manner.

2104A.3 Cold weather construction. The cold weather construction provisions of ACI 530.1/ASCE 6/TMS 602,
Article 1.8 C, or the following procedures shall be implemented when either the ambient temperature falls below 40°F
(4°C) or the temperature of masonry units is below 40°F (4°C).

2104A.3.1 Preparation.

1. Temperatures of masonry units shall not be less than 20°F (-7°C) when laid in the masonry. Masonry units
containing frozen moisture, visible ice or snow on their surface shall not be laid.

2. Visible ice and snow shall be removed from the top surface of existing foundations and masonry to receive
new construction. These surfaces shall be heated to above freezing, using methods that do not result in
damage.

2104A.3.2 Construction. The following requirements shall apply to work in progress and shall be based on
ambient temperature.

2104A.3.2.1 Construction requirements for temperatures between 40°F (4°C) and 32°F (0°F). The
following construction requirements shall be met when the ambient temperature is between 40°F (4°C) and
32°F (0°C):

1. Glass unit masonry shall not be laid.
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2. Water and aggregates used in mortar and grout shall not be heated above 140°F (60°C).

3. Mortar sand or mixing water shall be heated to produce mortar temperatures between 40°F (4°C) and
120°F (49°C) at the time of mixing. When water and aggregates for grout are below 32°F(0°C), they
shall be heated.

2104A.3.2.2 Construction requirements for temperatures between 32°F (0°C) and 25°F (-4°C). The
requirements of Section 2104A.3.2.1 and the following construction requirements shall be met when the
ambient temperature is between 32°F (0°C) and 25°F (-4°C):

1. The mortar temperature shall be maintained above freezing until used in masonry.

2. Aggregates and mixing water for grout shall be heated to produce grout temperature between 70°F
(21°C) and 120°F (49°C) at the time of mixing. Grout temperature shall be maintained above 70°F
(21°C) at the time of grout placement.

3. Not permitted by OSHPD and DSA-SS.-Heat AAC-masonty-units-to-a-minimum temperature-of
1°F (4°C) before T i bed .

2104A.3.2.3 Construction requirements for temperatures between 25°F (-4°C) and 20°F (-7°C). The
requirements of Sections 2104A.3.2.1 and 2104A.3.2.2 and the following construction requirements shall be
met when the ambient temperature is between 25°F (-4°C) and 20°F (-7°C):

1. Masonry surfaces under construction shall be heated to 40°F (4°C).

2. Wind breaks or enclosures shall be provided when the wind velocity exceeds 15 miles per hour (mph)
(24 km/h).

3. Prior to grouting, masonry shall be heated to a minimum of 40°F (4°C).

2104A.3.2.4 Construction requirements for temperatures below 20°F (-7°C). The requirements of
Sections 2104A.3.2.1, 2104A.3.2.2 and 2104A.3.2.3 and the following construction requirement shall be met
when the ambient temperature is below 20°F (-7°C): Enclosures and auxiliary heat shall be provided to
maintain air temperature within the enclosure to above 32°F (0°C).

2104A.3.3 Protection. The requirements of this section and Sections 2104A.3.3.1 through 2104A.3.3.5 apply after
the masonry is placed and shall be based on anticipated minimum daily temperature for grouted masonry and
anticipated mean daily temperature for ungrouted masonry.

2104A.3.3.1 Glass unit masonry. The temperature of glass unit masonry shall be maintained above 40°F
(4°C) for 48 hours after construction.

2104A.3.3.2 AAC masonry. Not permitted by OSHPD and DSA-SS. Fhe-temperature-of AAC-masonty
hall- be-maintained-above 32°F(0° or-the Ihevrserthin-bedmortarapphenstion

2104A.3.3.3 Protection requirements for temperatures between 40°F (4°C) and 25°F (-4°C). When the
temperature is between 40°F (4°C) and 25°F (-4°C), newly constructed masonry shall be covered with a
weather-resistive membrane for 24 hours after being completed.

2104A.3.3.4 Protection requirements for temperatures between 25°F (-4°C) and 20°F (-7°C). When the
temperature is between 25°F (-4°C) and 20°F (-7°C), newly constructed masonry shall be completely covered
with weather-resistive insulating blankets, or equal protection, for 24 hours after being completed. The time
period shall be extended to 48 hours for grouted masonry, unless the only cement in the grout is Type 111
portland cement.

2104A.3.3.5 Protection requirements for temperatures below 20°F (-7°C). When the temperature is
below 20°F (-7°C), newly constructed masonry shall be maintained at a temperature above 32°F (0°C) for at
least 24 hours after being completed by using heated enclosures, electric heating blankets, infrared lamps or
other acceptable methods. The time period shall be extended to 48 hours for grouted masonry, unless the only
cement in the grout is Type III portland cement.
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2104A.4 Hot weather construction. The hot weather construction provisions of ACI 530.1/ASCE 6/TMS 602, Article
1.8 D, or the following procedures shall be implemented when the temperature or the temperature and wind-velocity
limits of this section are exceeded.

2104A.4.1 Preparation. The following requirements shall be met prior to conducting masonry work.

2104A.4.1.1 Temperature. When the ambient temperature exceeds 100°F (38°C), or exceeds 90°F (32°C)
with a wind velocity greater than 8 mph (3.5 m/s):
1. Necessary conditions and equipment shall be provided to produce mortar having a temperature below
120°F (49°C).

2. Sand piles shall be maintained in a damp, loose condition.

2104A.4.1.2 Special conditions. When the ambient temperature exceeds 115°F (46°C), or 105°F (40°C) with
a wind velocity greater than 8 mph (3.5 m/s), the requirements of Section 2104A.4.1.1 shall be implemented,
and materials and mixing equipment shall be shaded from direct sunlight.

2104A.4.2 Construction. The following requirements shall be met while masonry work is in progress.

2104A.4.2.1 Temperature. When the ambient temperature exceeds 100°F (38°C), or exceeds 90°F (32°C)
with a wind velocity greater than 8 mph (3.5 m/s):

1. The temperature of mortar and grout shall be maintained below 120°F (49°C).

2. Mixers, mortar transport containers and mortar boards shall be flushed with cool water before they
come into contact with mortar ingredients or mortar.

3. Mortar consistency shall be maintained by retempering with cool water.

4. Mortar shall be used within 2 hours of initial mixing.

5. Not permitted by OSHPD and DSA-SS. Fhin-bed-mertarshall be-spread-no-more-than-4-feet
H219-mm)-ahead-of AAC masenry-units:
6. Not permitted by OSHPD and DSA-SS. AAC-masenry-unitsshall-be-placed-within-one-minute
; vothi :
2104A.4.2.2 Special conditions. When the ambient temperature exceeds 115°F (46°C), or exceeds 105°F
(40°C) with a wind velocity greater than 8 mph (3.5 m/s), the requirements of Section 2104A.4.2.1 shall be
implemented and cool mixing water shall be used for mortar and grout. The use of ice shall be permitted in

the mixing water prior to use. Ice shall not be permitted in the mixing water when added to the other mortar
or grout materials.

2104A.4.3 Protection. When the mean daily temperature exceeds 100°F (38°C) or exceeds 90°F (32°C) with a
wind velocity greater than 8 mph (3.5 m/s), newly constructed masonry shall be fog sprayed until damp at least
three times a day until the masonry is three days old.

2104A.5 Wetting of brick. Brick (clay or shale) at the time of laying shall require wetting if the unit's initial rate of
water absorption exceeds 30 grams per 30 square inches (19 355 mm?) per minute or 0.035 ounce per square inch (1
/645 mm®) per minute, as determined by ASTM C 67.

2104A.6 (Relocated from 2104A.6, 2001 CBC) Grouted Masonry.

2104A.6.1 General conditions. Grouted masonry shall be constructed in such a manner that all
elements of the masonry act together as a structural element. Prior to grouting, the grout space shall be
clean so that all spaces to be filled with grout do not contain mortar projections greater than 1/4 inch
(6.4 mm), mortar droppings and other foreign material. Grout shall be placed so that all spaces to be
grouted do not contain voids.

Grout materials and water content shall be controlled to provide adequate fluidity for placement
without segregation of the constituents, and shall be mixed thoroughly. Reinforcement shall be clean,
properly positioned and solidly embedded in the grout.
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The grouting of any section of wall shall be completed in one day with no interruptions greater than
one hour.

Between grout pours, a horizontal construction joint shall be formed by stopping all wythes at the
same elevation and with the grout stopping a minimum of 1 1/2 inches (38 mm) below a mortar joint,
except at the top of the wall. Where bond beams occur, the grout pour shall be stopped a minimum of
1/2 inch (12.7 mm) below the top of the masonry.

2104A.6.1.1 Reinforced grouted masonry.

2104A.6.1.1.1 General. Reinforced grouted masonry is that form of construction made with
clay or shale brick or made with solid concrete building brick in which interior joints of masonry
are filled by pouring grout around reinforcing therein as the work progresses.

At the time of laying, all masonry units shall be free of dust and dirt.

NOTES:
1. For rate of absorption, see Section 2104A-2_2104A.5. All units in a masonry
assembly shall have a compatible absorption rate.

2. For mortar, see Section 2103A 2103A.8.
3. See Section 2105A-3 2105A.2 for assumed masonry strength.

2104A.6.1.1.2 Low-lift grouted construction. Requirements for construction shall be as
follows:

1. All units in the two outer wythes shall be laid with full-shoved head joint and bed mortar
Joints. Masonry headers shall not project into the grout space.

2. The minimum grout space for low-lift grout masonry shall be 2 1/2 inches (64 mm).
Floaters shall be used where the grout space exceeds 5 inches (127 mm) in width. The
thickness of grout between masonry units and floaters shall be a minimum of 1 inch (25
mm). Floaters shall be worked into fresh puddled grout using a vibrating motion until
half of the floater is embedded in the grout. All reinforcing and wire ties shall be
embedded in the grout. The thickness of the grout between masonry units and
reinforcing shall be a minimum of one bar diameter.

3. One tier of a grouted reinforced masonry wall may be carried up 12 inches (305 mm)
before grouting, but the other tier shall be laid up and grouted in lifts not to exceed one
masonry unit in height. All grout shall be puddled with a mechanical vibrator or wood
stick immediately after placing so as to completely fill all voids and to consolidate the
grout. All vertical and horizontal steel shall be held firmly in place by a frame or suitable
devices.

4. If the work is stopped for one hour or more, the horizontal construction joints shall be
formed by stopping all wythes at the same elevation, and with the grout 1/2 inch (13
mm) below the top.

5. Toothing of masonry walls is prohibited. Racking is to be held to a minimum.

6. The wythes shall be bonded together with wall ties in accordance with Section
2104A.6.1.1.3, Item 2.

2104A.6.1.1.3 High-lift grouted construction. Where high-lift grouting is used, the method
shall be subject to the approval of the enforcement agency. Requirements for construction
shall be as follows:

1. All units in the two wythes shall be laid with full head and bed mortar joints.
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2. The two wythes shall be bonded together with wall ties. Ties shall not be less than No.
9 wire in the form of rectangles 4 inches (102 mm) wide and 2 inches (51 mm) in length
less than the overall wall thickness. Kinks, water drips, or deformations shall not be
permitted in the ties. One tier of the wall shall be built up not more than 16 inches (406
mm) ahead of the other tier. Ties shall be laid not to exceed 24 inches (610 mm) on
center horizontally and 16 inches (406 mm) on center vertically for running bond, and
not more than 24 inches (610 mm) on center horizontally and 12 inches (305 mm) on
center vertically for stack bond.

3. Cleanouts shall be provided for each pour by leaving out every other unit in the bottom
tier of the section being poured or by cleanout openings in the foundation. The
foundation or other horizontal construction joints shall be cleaned of all loose material
and mortar droppings before each pour. The cleanouts shall be sealed before grouting,
after inspection.

4. The grout space in high-lift grouted masonry shall be a minimum of 3 1/2 inches (89
mm). All reinforcing and wire ties shall be embedded in the grout. The thickness of the
grout between masonry units and reinforcing shall be a minimum of one bar diameter.

5. Vertical grout barriers or dams shall be built of solid masonry across the grout space
the entire height of the wall to control the flow of the grout horizontally. Grout barriers
shall not be more than 30 feet (9144 mm) apart.

6. An approved admixture of a type that reduces early water loss and produces an
expansive action shall be used in high-lift grout.

7. Grouting shall be done in a continuous pour in lifts not exceeding 4 feet (1219
mm).Grout shall be consolidated by mechanical vibration only, and shall be
reconsolidated after excess moisture has been absorbed, but before plasticity is lost.
The grouting of any section of a wall between control barriers shall be completed in one
day, with no interruptions greater than one hour.

NOTE: For special inspection requirements, see Section2106A-3-Chapter 17A and
for testing see Section 2105A.4.

8. Stresses. All reinforced grouted masonry shall be so constructed that the unit stresses

do not exceed those set forth in Sections 2104A-2-6-through-2104A-211 2107A or
2108A.

2104A.6.1.2 Reinforced hollow-unit masonry.

2104A.6.1.2.1 General. Reinforced hollow-unit masonry is that type of construction made with
hollow-masonry units in which cells are continuously filled with grout, and in which
reinforcement is embedded. All cells shall be solidly filled with grout in reinforced hollow-unit
masonry, except as provided in Section 2142A+ 2114A.1. Construction shall be one of the two
following methods: The low-lift method where the maximum height of construction laid before
grouting is 4 feet (1220 mm), or the high-lift method where the full height of construction
between horizontal cold joints is grouted in one operation. General requirements for
construction shall be as follows:

1. All reinforced hollow-unit masonry shall be built to preserve the unobstructed vertical
continuity of the cells to be filled. All head joints shall be solidly filled with mortar for a
distance in from the face of the wall or unit not less than the thickness of the longitudinal
face shells.

2. Mortar shall be as specified in Section 2103A.

3. Walls and cross webs forming such cells to be filled shall be full bedded in mortar to
prevent leakage of grout.
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4. Bond shall be provided by lapping units in successive vertical courses. Where stack
bond is used in reinforced hollow-unit masonry, the open-end type of unit shall be used
with vertical reinforcement spaced a maximum of 16 inches (406 mm) on center.

5. Vertical cells to be filled shall have vertical alignment sufficient to maintain a clear
unobstructed, continuous vertical cell measuring not less than 2 inches by 3 inches (51
mm by 76 mm), except the minimum cell dimension for high-lift grout shall be 3 inches
(76 mm).

6. At the time of laying, all masonry units shall be free of dust and dirt.

7. Grout shall be a workable mix suitable for placing without segregation and shall be
thoroughly mixed. Grout shall be placed by pumping or an approved alternate method
and shall be placed before initial set or hardening occurs. Grout shall be consolidated
by mechanical vibration during placing and reconsolidated after excess moisture has
been absorbed, but before workability is lost. The grouting of any section of a wall shall
be completed in one day, with no interruptions greater than one hour.

NOTE: For special inspection requirements, see Section-2105A-3 Chapter 17A._For
Testing see Section 2105A.

8. All reinforcing and wire ties shall be embedded in the grout. The space between
masonry unit surfaces and reinforcing shall be a minimum of one bar diameter.

9. Horizontal reinforcement shall be placed in bond beam units with a minimum grout
cover of 1 inch (25 mm) above steel for each grout pour. The depth of the bond beam
channel below the top of the unit shall be a minimum of 1 1/2 inches (38 mm) and the
width shall be 3 inches (76 mm) minimum.

2104A.6.1.2.2 Low-lift grouted construction. Units shall be laid a maximum of 4 feet (1220
mm) before grouting, and all over-hanging mortar and mortar droppings shall be removed.
Grouting shall follow each 4 feet (1220 mm) of construction laid and shall be consolidated so
as to completely fill all voids and embed all reinforcing steel. When grouting is stopped for one
hour or longer, horizontal construction joints shall be formed by stopping the pour of grout not
less than 1/2 inch (13 mm) or more than 2 inches (51 mm) below the top of the uppermost unit
grouted. Horizontal steel shall be fully embedded in grout in an uninterrupted pour.

2104A.6.1.2.3 High-lift grouted construction. Where high-lift grouting is used, the method
shall be approved by the enforcement agency. Cleanout openings shall be provided in every
cell at the bottom of each pour of grout. Alternatively, if the course at the bottom of the pour is
constructed entirely of inverted open-end bond beam units, cleanout openings need only be
provided in every reinforced cell at the bottom of each pour of grout. The foundation or other
horizontal construction joints shall be cleaned of all loose material and mortar droppings before
each pour. The cleanouts shall be sealed before grouting. An approved admixture that reduces
early water loss and produces an expansive action shall be used in the grout.

2104A.6.1.2.4 Stresses. All reinforced hollow-unit masonry shall be so constructed that the

units stressed do not exceed those set forth in Seections-2107A-2-5-through-2107A-211 2107A
or 2108A.

Vertical barriers of masonry may be built across the grout space. The grouting of any
section of wall between barriers shall be completed in one day with no interruption longer than
one hour.

NOTE: See Section-2105A-3 2105A.4 for assumed masonry strength.

2104A.6.2 Construction requirements. Reinforcement and embedded items shall be placed and
securely anchored_against moving prior to grouting. Bolts shall be accurately set with templates or by
approved equivalent means and held in place to prevent dislocation during grouting.

Segreqation of the grout materials and damage to the masonry shall be avoided during the grouting
process.
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Grout shall be consolidated by mechanical vibration during placement before loss of plasticity in a
manner to fill the grout space. Grout pours greater than 12 inches (300 mm) in height shall be
reconsolidated by mechanical vibration to minimize voids due to water loss. Grout not mechanically
vibrated shall be puddled.

2104A.7 (Relocated from 2104A.7, 2001 CBC) Aluminum Equipment. Grout shall not be handled nor
pumped utilizing aluminum equipment unless it can be demonstrated with the materials and equipment to be
used that there will be no deleterious effect on the strength of the grout.

SECTION 2105A - QUALITY ASSURANCE

2105A.1 General. A quality assurance program shall be used to ensure that the constructed masonry is in compliance
with the construction documents.

The quality assurance program shall comply with the inspection and testing requirements of Chapter 17A.
2105A.2 Acceptance relative to strength requirements.

2105A.2.1 Compliance with f,,, are-HF-aac: Compressive strength of masonry shall be considered satisfactory if the
compressive strength of each masonry wythe and grouted collar joint equals or exceeds the value of f';, for clay and
concrete masonry and requirements of Section 2105A.2.2 is satisfied £, scfor AAC-masenry. For partially
grouted clay and concrete masonry, the compresswe strength of both the grouted and ungrouted masonry shall equal or
exceed the applicable f'y,. h e-compre A e
wh*eh—sh&l—l—b%less—thma—er—equal—te—f— (Relocated from 21 05A 3.0, 2001 CBC) The specn‘ted compress:ve
strength, f ', assumed in design shall be 1,500 psi (10.34 MPa) for all masonry construction using materials
and details of construction required herein. Testing of the constructed masonry shall be provided in
accordance with Section 2105A.4.

EXCEPTION: Subject to the approval of the enforcement agency, higher values of f,, may be used in
the design of reinforced grouted masonry and reinforced hollow-unit masonry. The approval shall be
based on prism test results submitted by the architect or engineer which demonstrate the ability of the
proposed construction to meet prescribed performance criteria for strength and stiffness. The design
shall assume that the reinforcement will be placed in a location that will produce the largest stresses
within the tolerances allowed in Section 2104A-6 _2104A.1.1 and shall take into account the mortar joint
depth. In no case shall the f, assumed in design exceed 2,500 psi (17.24 MPa).

Where an f',, greater than 1,500 psi (10.34 MPa) is approved, the architect or structural engineer shall
establish a method of quality control of the masonry construction acceptable to the enforcement agency
which shall be described in the contract specifications. Compliance with the requirements for the specified
compressive strength of masonry f'n, shall be provided in accordance with Seetion2105A-3-2-2105A-3-3;
2105A-3-4-6r2105A-3-5 Sections 2105A.2.2.2, 2105A.4 and 2105A.5. Substantiation for the specified
compressive strength prior to the start of construction may be obtained in accordance with Section
2105A.2.2.3.

2105A.2.2 Determination of compressive strength. The compressive strength for each wythe shall be
determined by the unit strength method or by the prism test method before construction as specified herein.

2105A.2.2.1 Unit strength method.

2105A.2.2.1.1 Clay masonry. The compressive strength of masonry shall be determined based on the
strength of the units and the type of mortar specified using Table 2105A.2.2.1.1, provided:

1. Units conform to ASTM C 62, ASTM C 216 or ASTM C 652 and are sampled and tested in
accordance with ASTM C 67.

2. Thickness of bed joints does not exceed */5 inch (15.9 mm).
3. For grouted masonry, the grout meets one of the following requirements:

3.1. Grout conforms to ASTM C 476.

Chapter 21A, DSA-SS/OSHPD 1 & 4 November 14th, 2006
Express Terms, Rev. 1 Page 25 of 58



3.2. Minimum grout compressive strength equals or exceeds /', but not less than 2,000 psi
(13.79 MPa). The compressive strength of grout shall be determined in accordance with
ASTM C 1019.

TABLE 2105A.2.2.1.1 - COMPRESSIVE STRENGTH OF CLAY MASONRY

NET AREA COMPRESSIVE STRENGTH OF NET AREA
CLAY MASONRY UNITS (psi) COMPRESSIVE
STRENGTH OF
Type M or S mortar Type N mortar MASONRY (psi)
1,700 2,100 1,000
3,350 4,150 1,500
4,950 6,200 2,000
6,600 8,250 2,500
8,250 10,300 3,000
9,900 — 3,500
13,200 — 4,000

For SI: 1 pound per square inch = 0.00689 MPa.

2105A.2.2.1.2 Concrete masonry. The compressive strength of masonry shall be determined based on
the strength of the unit and type of mortar specified using Table 2105A.2.2.1.2, provided:

1. Units conform to ASTM C 55 or ASTM C 90 and are sampled and tested in accordance with
ASTM C 140.

2. Thickness of bed joints does not exceed */5 inch (15.9 mm).
3. For grouted masonry, the grout meets one of the following requirements:
3.1. Grout conforms to ASTM C 476.
3.2. Minimum grout compressive strength equals or exceeds f ', but not less than 2,000 psi
(13.79 MPa). The compressive strength of grout shall be determined in accordance with

ASTM C 1019.

TABLE 2105A.2.2.1.2 - COMPRESSIVE STRENGTH OF CONCRETE MASONRY

NET AREA COMPRESSIVE STRENGTH OF NET AREA
CONCRETE MASONRY UNITS (psi) COMPRESSIVE
STRENGTH OF
Type M or S mortar Type N mortar MASONRY (psi)?
1,250 1,300 1,000
1,900 2,150 1,500
2,800 3,050 2,000
3,750 4,050 2,500
4,800 5,250 3,000

For SI: 1 inch =25.4 mm, 1 pound per square inch = 0.00689 MPa.

a. For units less than 4 inches in height, 85 percent of the values listed.
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2105A.2.2.1.3 AAC masonry. Not permitted by OSHPD and DSA-SS. The-compressivestrength-of

2105A.2.2.2 Prism test method.

2105A.2.2.2.1 General. The compressive strength of clay and concrete masonry shall be determined by
the prism test method prior to the start of construction and during construction:

1. Where specified in the construction documents.

2. Where masonry does not meet the requirements for application of the unit strength method in
Section 2105A.2.2.1.

3. Where required by Section 2105A.2.1.

2105A.2.2.2.2 Number of prisms per test. (Relocated from 2105A.3.2, Item #2, 2001 CBC) Prior
to the start of construction, a A prism test shall consist of three five prisms constructed and tested in
accordance with ASTM C 1314. A set of three masonry prisms shall be built during construction
in accordance with ASTM C 1314 for each 5,000 square feet (465m2) of wall area, but not less
than one set of three prisms for the project. Each set of prisms shall equal or exceed fn.

2105A.2.2.3 (Relocated from 2105A.3.3, 2001 CBC) Masonry Prism test record. Compressive
design strength verification by masonry prism test records shall meet the following:

1. A masonry prism test record approved by the enforcement agency of at least 30 masonry
prisms which were built and tested in accordance with ASTM C 1314. Prisms shall have
been constructed under the observation of an engineer or special inspector or an approved
agency and shall have been tested by an approved agency.

2. Masonry prisms shall be representative of the corresponding construction.

3. The average compressive strength of the test record shall equal or exceed 1.33 f'n.

2105A.3 Testing prisms from constructed masonry. When approved by the building official,
acceptance of masonry that does not meet the requirements of Section 2105A.2.2.1, ex 2105A.2.2.2,
2105A.4 or 2105A.5 shall be permitted to be based on tests of prisms cut from the masonry
construction in accordance with Sections 2105A.3.1, 2105A.3.2 and 2105A.3.3.

2105A.3.1 Prism sampling and removal. A set of three masonry prisms that are at least 28 days old shall be saw
cut from the masonry for each 5,000 square feet (465 m?) of the wall area that is in question but not less than one
set of three masonry prisms for the project. The length, width and height dimensions of the prisms shall comply
with the requirements of ASTM C 1314. Transporting, preparation and testing of prisms shall be in accordance
with ASTM C 1314.

2105A.3.2 Compressive strength calculations. The compressive strength of prisms shall be the value calculated
in accordance ASTM C 1314, except that the net cross-sectional area of the prism shall be based on the net mortar
bedded area.
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2105A.3.3 Compliance. Compliance with the requirement for the specified compressive strength of masonry, /',
shall be considered satisfied provided the modified compressive strength equals or exceeds the specified /.
Additional testing of specimens cut from locations in question shall be permitted.

2105A .4 (Relocated from 2105A.3.1, 2001 CBC) Masonry core testing. This test is to determine the quality
of the m: masonry constructed. Not less than two cores having a diameter of 6 inches (152 mm) shall be taken
from each project. Two cores shall be taken from each building for each 5,000 square feet (465 m ) of the
greater of the masonry wall area or the floor area or fraction thereof. The architect or structural engineer in
responsible charge of the project or his / her representative (inspector) shall select the areas for sampling.
One half of the number of cores taken shall be tested in shear. The shear wall loadings shall test both joints
between the grout core and the outside wythes of the masonry. Core samples shall not be soaked before
testing. Materials and workmanship shall be such that for all masonry when tested in compression, cores
shall show an ultimate strength at least equal to the f, assumed in design, but not less than 1,500 psi (10.34
MPa). When tested in shear, the unit shear on the cross section of the core shall not be less than 2.5 i

psi.

Shear testing apparatus shall be of a design approved by the enforcement agency. Visual examination
of all cores shall be made to ascertain if the joints are filled.

The inspector of record or testing agency shall inspect the coring of the masonry walls and shall
prepare a report of coring operations for the testing laboratory files and mail one copy to the enforcement
agency. Such reports shall include the total number of cores cut, the location, and the condition of all cores
cut on each project, regardless of whether the core specimens failed during cutting operation. All cores shall
be submitted to the laboratory for examination.

2105A.5 (Relocated from 2105A.3.4 Item #2, 2001 CBC) Mortar and grout tests. These tests are to
establish whether the masonry components meet the specified component strengths. At the beginning of all
masonry work, at least one test sample of the mortar and grout shal/ be taken on three successwe Work/ng
days and at least at one-week intervals thereafter. ;
tested- They shall meet the minimum strength requirement given in Sections 2193A-3-anrd-2103A-4 21 03A 8
and 2103A.12 for mortar and grout, respectively. Additional samples shall be taken whenever any change in
materials or job conditions occur, or whenever in the judgment of the architect, structural engineer or the
enforcement agency such tests are necessary to determine the quality of the material.

Test specimens for mortar and grout shall be made as set fon‘h in UBQ—Standards—%—aﬁé—and—Q—i-%g
585 TM C 1 01 9.

2105A.6 (Relocated from 2105A.6, 2001 CBC) Combination of Units. In walls or other structural members
composed of different kinds or grades of units or materials, a full-scale test panel shall be constructed before
the beginning of masonry work. The test panel will be cored and tested as approved by the enforcement
agency to determine the compatibility of the materials (including bond strength between the materials). If the
materials are not compatible, they will be rejected. The net thickness of any facing unit which is used to
resist stress shall not be less than 1-1/2 inches (38 mm).

SECTION 2106A - SEISMIC DESIGN

2106A.1 Seismic design requirements for masonry. Masonry structures and components shall comply with the
requirements in Section 1.14.2.2 and Section 1.14.3, 1.14.4, 1.14.5, 1.14.6 or 1.14.7 of ACI 530/ASCE 5/TMS 402
depending on the structure's seismic design category as determined in Section 1613A. All masonry walls, unless
isolated on three edges from in-plane motion of the basic structural systems, shall be considered to be part of the
seismic-force-resisting system. In addition, the following requirements shall be met.
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2106A.1.1 Basic seismic-force-resisting system. Buildings relying on masonry shear walls as part of the basic
seismic-force-resisting system shall comply with Section 1.14.2.2 of ACI 530/ASCE 5/TMS 402 or with Section
2106A.1.1.1,2106A.1.1.2 or 2106A.1.1.3.

2106A.1.1.1 Ordinary plain prestressed masonry shear walls. Not permitted by

OSH

PD and DSA-SS.

2106A.1.1.2 Intermediate prestressed masonry shear walls. Not permitted by OSHPD and DSA-SS.

2106A.2 Anchorage of masonry walls. Masonry walls shall be anchored to the roof and floors that provide lateral
support for the wall in accordance with Section 1604A.8.2.

2106A.3 Seismic Design Category B. Structures assigned to Seismic Design Category B shall conform to the
requirements of Section 1.14.4 of ACI 530/ASCE 5/TMS 402 and to the additional requirements of this section.

2106A.3.1 Masonry walls not part of the lateral-force-resisting system. Masonry partition walls, masonry
screen walls and other masonry elements that are not designed to resist vertical or lateral loads, other than those
induced by their own mass, shall be isolated from the structure so that the vertical and lateral forces are not
imparted to these elements. Isolation joints and connectors between these elements and the structure shall be
designed to accommodate the design story drift.

2106A.4 Additional requirements for structures in Seismic Design Category C. Structures assigned to Seismic
Design Category C shall conform to the requirements of Section 2106A.3, Section 1.14.5 of ACI 530/ASCE 5/TMS
402 and the additional requirements of this section.

2106A.4.1 Design of discontinuous members that are part of the lateral-force-resisting system. Columns and
pilasters that are part of the lateral-force-resisting system and that support reactions from discontinuous stiff
members such as walls shall be provided with transverse reinforcement spaced at no more than one-fourth of the
least nominal dimension of the column or pilaster. The minimum transverse reinforcement ratio shall be 0.0015.
Beams supporting reactions from discontinuous walls or frames shall be provided with transverse reinforcement
spaced at no more than one-half of the nominal depth of the beam. The minimum transverse reinforcement ratio
shall be 0.0015.

2106A.5 Additional requirements for structures in Seismic Design Category D.Structures assigned to Seismic
Design Category D shall conform to the requirements of Section 2106A.4, Section 1.14.6 of ACI 530/ASCE 5/TMS
402 and the additional requirements of this section.
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2106A.5.1 Loads for shear walls designed by the working stress design method. When calculating in-plane
shear or diagonal tension stresses by the working stress design method, shear walls that resist seismic forces shall
be designed to resist 1.5 times the seismic forces required by Chapter 16A. The 1.5 multiplier need not be applied
to the overturning moment.

2106A.5.2 Shear wall shear strength. For a shear wall whose nominal shear strength exceeds the shear
corresponding to development of its nominal flexural strength, two shear regions exist.

For all cross sections within a region defined by the base of the shear wall and a plane at a distance L,, above
the base of the shear wall, the nominal shear strength shall be determined by Equation 21A-1.

Vn = An pnf}‘)
(Equation 21A-1)

The required shear strength for this region shall be calculated at a distance L,, /2 above the base of the shear
wall, but not to exceed one-half story height.

For the other region, the nominal shear strength of the shear wall shall be determined from Section 2108A.

2106A.5.3 Modifications to ACI 530 /ASCE 5/TMS 402

2106A.5.3.1 Replace ACI530/ASCE 5/ TMS 402 Section 1.14.6.3 as follows:

1.14.6.3 - Minimum reinforcement requirements for Masonry Walls. (Relocated from
2106A.1.12.4, 2001 CBC)The total area of reinforcement in reinforced masonry walls shall not
be less than 0.003 times the sectional area of the wall. Neither the horizontal nor the vertical
reinforcement shall be less than one third of the total. Horizontal and vertical rebars shall be
spaced at not more than 24 inches (610 mm) center to center. The minimum reinforcing shall
be No. 4, except that No. 3 bars may be used for ties and stirrups. Vertical wall steel shall have
dowels of equal size and equal matched spacing in all footings. Reinforcement shall be
continuous around wall corners and through intersections. Only reinforcement which is
continuous in the wall shall be considered in computing the minimum area of reinforcement.
Reinforcement with splices conforming to Seetion2107A-226 ACI 530 /ASCE 5/ TMS 402
Section 2.1.10.7 as modified by Section 2107A shall be considered as continuous
reinforcement.

Horizontal reinforcement shall be provided in the top of footings, at the top of wall
openings, at roof and floor levels, and at the top of parapet walls. For walls 12 inches (nominal)
(305 mm) or more in thickness, reinforcing shall be equally divided into two layers, except
where designed as retaining walls. Where reinforcement is added above the minimum
requirements, such additional reinforcement need not be so divided.

In bearing walls of every type of reinforced masonry, there shall not be less than one No.
5 bar or two No. 4 bars on all sides of, and adjacent to, every opening which exceeds 16
inches (406 mm) in either direction, and such bars shall extend not less than 48 diameters, but
in no case less than 24 inches (610 mm) beyond the corners of the opening. The bars required
by this paragraph shall be in addition to the minimum reinforcement elsewhere required.

When the reinforcement in bearing walls is designed, placed and anchored in position as
for columns, the allowable stresses shall be as for columns. Thelength-ofthe-wall-to-be

(Relocated from 2104A.8, 2001 CBC) Joint reinforcement shall not be used as principal
reinforcement in masonry designed by the strength design method.

2106A.5.3.2 Replace ACI 530/ ASCE 5/ TMS 402 Section 1.14.6.5 as follows:

1.14.6.5 - Minimum reinforcement for masonry columns. (Relocated from 2106A.1.12.4
Item #1, 2001 CBC) The spacing of column ties shall be as follows: not greater than 8 bar
diameters, 24 tie diameters, or one half the least dimension of the column for the full column

Chapter 21A, DSA-SS/OSHPD 1 & 4 November 14th, 2006
Express Terms, Rev. 1 Page 30 of 58



height. Ties shall be at least 3/8” in diameter & shall be embedded in grout. Top tie shall be
within 2 inches (51 mm) of the top of the column or of the bottom of the horizontal bar in the
supported beam.

2106A.5.4 (Relocated from 2106A.1.7, 2001 CBC) Lateral support. Lateral support of masonry may be
provided by cross walls, columns, pilasters, counterforts or buttresses where spanning horizontally or by
floors, beams, girts or roofs where spanning vertically. Where walls are supported laterally by vertical
elements, the stiffness of each vertical element shall exceed that of the tributary area of the wall.

The clear distance between lateral supports of a beam shall not exceed 32 times the least width of
the compression area.

2106A.6 Additional requirements for structures in Seismic Design Category E or F. Structures assigned to Seismic
Design Category E or F shall conform to the requirements of Section 2106A.5 and Section 1.14.7 of ACI 530/ASCE
5/TMS 402.

SECTION 2107A - ALLOWABLE STRESS DESIGN

2107A.1 General. The design of masonry structures using allowable stress design shall comply with Section 2106A
and the requirements of Chapters 1 and 2 of ACI 530/ASCE 5/TMS 402 except as modified by Sections 2107A.2
through 24+67-8- 2107A.12.

2107A.1.1 (Relocated from 2107A.1.4, 2001 CBC) Design assumptions. The allowable stress design
procedure is based on working stresses and linear stress-strain distribution assumptions with all
stresses in the elastic range as follows:

1. Plane sections before bending remain plane after bending.

2. Stress is proportional to strain.

3. Masonry elements combine to form a homogenous member.

4. Tensile forces are resisted only by the tensile reinforcement.

5. Reinforcement is completely surrounded by and bonded to the masonry materials so that they
work together as a homogeneous material within the range of working stresses.

2107A.2 ACI 530/ASCE 5/TMS 402, Section 2.1.2, load combinations. Delete Section 2.1.2.1.

2107A.3 ACI 530/ASCE 5/TMS 402, Section 2.1.3, design strength. Delete Sections 2.1.3.4 through 2.1.3.4.3.
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2107A.4 Modify ACI 530/ ASCE 5/ TMS 402 Section 2.1.4.2.3 last paragraph as follows:

(Relocated from 2107A.1.5.3, 2001 CBC) Where the anchor bolt edge distance, Ipe, in the direction of
load is less than 12 bolt diameters, the value of B, in Formula (2-5) shall be reduced by linear
interpolation to zero at an Ipe_distance of 1 1/2 inches (38 mm) and confining reinforcement consisting of
not less than No. 3 hairpins, hooks or stirrups for end bolts and between horizontal reinforcing for other
bolts shall be provided. Where adjacent anchors are spaced closer than 8dp, the allowable shear of the
adjacent anchors determined by Formula (2-5) shall be reduced by linear interpolation to 0.75 times the
allowable shear value at a center-to-center spacing of four bolt diameters.

2107A.5 Modify ACI530/ASCE 5/TMS 402 by adding Section 2.1.4.2.5 as follows:

2.1.4.2.5 - Anchor bolts size and materials. (Relocated from 2106A.2.14.1, 2001 CBC) Anchor bolts
shall be hex headed bolts conforming to ASTM A 307 or F1554 with the dimensions of the hex head
conforming to ANSI / ASME B18.2.1 or plain rod conforming to ASTM A 36 with threaded ends and
double hex nuts at the anchored end. Bent bar anchor bolts shall not be used.

The maximum size anchor shall be 1/2-inch (13 mm) diameter for 6-inch (152 mm) nominal
masonry, 3/4-inch (19 mm) diameter for 8-inch (203 mm) nominal masonry, 7/8-inch (22 mm) diameter
for 10-inch (254 mm) nominal masonry, and 1-inch (25mm) diameter for 12-inch (304.8 mm) nominal
masonry.

2107A.6 Modify ACI 530/ ASCE 5/ TMS 402 Section 2.1.9.1 by adding the following:

(Relocated from 2106A.2.7, 2001 CBC) Structural members framing into or supported by walls or
columns shall be securely anchored. The end support of girders, beams or other concentrated loads on
masonry shall have at least 3 inches (76 mm) in length upon solid bearing not less than 4 inches (102
mm) thick or upon metal bearing plate of adequate design and dimensions to distribute the loads safely
on the wall or pier, or upon a continuous reinforced masonry member projecting not less than 3 inches
(76 mm) from the face of the wall or other approved methods.

Joists shall have bearing at least 3 inches (76 mm) in length upon solid masonry at least 2 1/2
inches (64 mm) thick, or other provisions shall be made to distribute safely the loads on the wall or pier.

210675 2107A.7 ACI 530/ASCE 5/TMS 402, Section 2.1.10.7.1.1, lap splices. Modify Section 2.1.10.7.1.1 as
follows:

2.1.10.7.1.1 The minimum length of lap splices for reinforcing bars in tension or compression ,/;, shall be
1;=0.002d,f; (Equation 21A-2)

For SI: [, = 0.29d,f;

but not less than 12 inches (305 mm). In no case shall the length of the lapped splice be less than 40 bar diameters.
where:

d, = Diameter of reinforcement, inches (mm).

/s = Computed stress in reinforcement due to design loads, psi (MPa).
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In regions of moment where the design tensile stresses in the reinforcement are greater than 80 percent of the
allowable steel tension stress ,F, the lap length of splices shall be increased not less than 50 percent of the
minimum required length. Other equivalent means of stress transfer to accomplish the same 50 percent increase
shall be permitted.

Where epoxy coated bars are used, lap length shall be increased by 50 percent.

21067-6 2107A.8 ACI 530/ASCE 5/TMS 402, Section 2.1.10.7, splices of reinforcement. Modify Section 2.1.10.7
as follows:

2.1.10.7 Splices of reinforcement. Lap splices, welded splices or mechanical splices are permitted in accordance
with the provisions of this section. All welding shall conform to AWS D1.4. Reinforcement larger than No. 9 (M

#29) shall be spliced using mechanical connections in accordance with Section 2.1.10.7.3.

2107A.9 Modify ACI 530/ ASCE 5/ TMS 402 by adding Section 2.1.11 as follows:

2.1.11 - (Relocated from 2106A.2.3.3, Table 21A-R, 2001 CBC)Walls and Piers.

Thickness of Walls. For thickness limitations of walls as specified in this chapter, nominal thickness
shall be used. Stresses shall be determined on the basis of the net thickness of the masonry, with
consideration for reduction, such as raked joints.

The thickness of masonry walls shall be designed so that allowable maximum stresses specified in
this chapter are not exceeded. Also, no masonry wall shall exceed the height or length-to-thickness
ratio or the minimum thickness as specified in this chapter and as set forth in Table 21A-R 2107A.9
unless designed in accordance with Seetion2108A-24 ACI 530 /ASCE 5/ TMS 402 Section 3.3.5.

Piers. Every pier or wall section which width is less than three times its thickness shall be designed and
constructed as required for columns if such pier is a structural member. Every pier or wall section which
width is between three and five times its thickness or less than one half the height of adjacent openings
shall have all horizontal steel in the form of ties except that in walls 12 inches (305 mm) or less in
thickness such steel may be in the form of hair-pins.

(Relocated from Table 21A-R, 2001 CBC) TABLE 21A-R 2107A.9 - MINIMUM THICKNESS OF
MASONRY WALLS"?

TYPE OF MASONRY MAXIMUM RATIO UNSUPPORTED NOMINAL MINIMUM
HEIGHT OR LENGTH TO THICKNESS?® | THICKNESS (inches)

BEARING OR SHEAR WALLS:

1. Stone masonry 14 16
2. Reinforced grouted masonry 25 6
3. Reinforced hollow-unit masonry 25 6

NONBEARING WALLS:
4. Exterior reinforced walls 30 6
5. Interior partitions reinforced 36 4

"For walls of varying thickness, use the least thickness when determining the height or length to
thickness ratio.

?In determining the height or length-to-thickness ratio of a cantilevered wall, the dimension to be
used shall be twice the dimension of the end of the wall from the lateral support.

3Cantilevered walls not part of a building and not carrying applied vertical loads need not meet
these minimum requirements but their design must comply with stress and overturning
requirements.

2107A.10 Add to ACI 530/ ASCE 5/ TMS 402 Section 2.2 as follows:

2.2 - Unreinforced masonry. (Relocated from 2107A.3, 2001 CBC)_Not permitted by OSHPD and
DSA-SS.
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21077 2107A.11 ACI 530/ASCE 5/TMS 402, Section 2.3.6, maximum bar size. Add the following to Chapter 2:

2.3.6 Maximum bar size. The bar diameter shall not exceed one-eighth of the nominal wall thickness and shall not
exceed one-quarter of the least dimension of the cell, course or collar joint in which it is placed.

21078 2107A.12 ACI 530/ASCE 5/TMS 402, Section 2.3.7, maximum reinforcement percentage. Add the
following text to Chapter 2:

2.3.7 Maximum remforcement percentage Spee}aHemfe;eedﬂnasemy—shear—waHs—ha*mg—a—shear—spaﬂ%ﬂe

A All reinforced masonry

oonnent that are sub]ected to 1n—plane forces shall have a maximum relnforcement ratio, pmax, NOt greater
than that computed as follows:

(Equation 21A-3)

SECTION 2108A - STRENGTH DESIGN OF MASONRY

2108A.1 General. The design of masonry structures using strength design shall comply with Section 2106A and the
requirements of Chapters 1 and 3 of ACI 530/ASCE 5/TMS 402, except as modified by Sections 2108A.2 through
2108A.4.

Exception: Not permitted by OSHPD and DSA-SS. AAC-masenty-shall-comply-with-the requirements-of
Chaptertand-ApperdinA-of ACES3ASCESAMS 402

2108A.2 (Relocated from 2107A.3, 2001 CBC) Add to ACI 530 / ASCE 5/ TMS 402 Section 3.2 as
follows:

3.2 Unreinforced (plane) masonry - Not permitted by OSHPD and DSA-SS.

21082 2108A.3 ACI 530/ASCE 5/TMS 402, Section 3.3.3.3 development. Add the following text to Section
3.333:

The required development length of reinforcement shall be determined by Equation (3-15), but shall not be less
than 12 inches (305 mm) and need not be greater than 72d,,.

21083 2108A. 4 ACI 530/ASCE 5/TMS 402, Section 3.3.3.4, splices. Modify items (b) and (c) of Section 3.3.3.4 as
follows:

3.3.3.4 (b). A welded splice shall have the bars butted and welded to develop at least 125 percent of the yield
strength , f,, of the bar in tension or compression, as required. Welded splices shall be of ASTM A 706 steel
reinforcement. Welded splices shall not be permitted in plastic hinge zones of intermediate or special reinforced
walls or special moment frames of masonry.

3.3.3.4 (c). Mechanical splices shall be classified as Type 1 or 2 according to Section 21.2.6.1 of ACI 318. Type 1
mechanical splices shall not be used within a plastic hinge zone or within a beam-column joint of intermediate or
special reinforced masonry shear walls or special moment frames. Type 2 mechanical splices are permitted in any
location within a member.
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SECTION 2109A - EMPIRICAL DESIGN OF MASONRY (Relocated from 2109A, 2001 CBC) - Not
permitted by OSHPD and DSA-SS.
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SECTION 2110A - GLASS UNIT MASONRY

2110A.1 Scope.-Fhis-se
: L s,

(Relocated from 2110A.1, 2001 CBC) Masonry of glass blocks may be used in non-load-bearing exterior or
interior walls and shall conform to the requirements of Section 2143A-2115A. Stresses in glass block shall
not be utilized. Glass block may be solid or hollow and may contain inserts.
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SECTION 2111A - MASONRY FIREPLACES

2111A.1 Definition. A masonry fireplace is a fireplace constructed of concrete or masonry. Masonry fireplaces shall be
constructed in accordance with this section.

2111A.2 Footings and foundations. Footings for masonry fireplaces and their chimneys shall be constructed of
concrete or solid masonry at least 12 inches (305 mm) thick and shall extend at least 6 inches (153 mm) beyond the
face of the fireplace or foundation wall on all sides. Footings shall be founded on natural undisturbed earth or
engineered fill below frost depth. In areas not subjected to freezing, footings shall be at least 12 inches (305 mm) below
finished grade.

2111A.2.1 Ash dump cleanout. Cleanout openings, located within foundation walls below fireboxes, when
provided, shall be equipped with ferrous metal or masonry doors and frames constructed to remain tightly closed,
except when in use. Cleanouts shall be accessible and located so that ash removal will not create a hazard to
combustible materials.

2111A.3 Seismic reinforcing. Masonry or concrete fireplaces shall be constructed, anchored, supported and reinforced
as required in this chapter. In Seismic Design Category D, masonry and concrete fireplaces shall be reinforced and
anchored as detarled in Sectlons 211 lA 3.1,211 lA 3.2, 21 1 1A 4 and 21 1 1A 4.1 for chrmneys serving fireplaces. I

3§ 3 h A ed- In Seismic Design Category
E or F, masonry and concrete chlmneys shall be rernforced in accordance with the requrrements of Sections 2101A
through 2108A.
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2111 A.3.1 Vertical reinforcing. For fireplaces with chimneys up to 40 inches (1016 mm) wide, four No. 4
continuous vertical bars, anchored in the foundation, shall be placed in the concrete between wythes of solid
masonry or within the cells of hollow unit masonry and grouted in accordance with Section 2103A.12. For
fireplaces with chimneys greater than 40 inches (1016 mm) wide, two additional No. 4 vertical bars shall be
provided for each additional 40 inches (1016 mm) in width or fraction thereof.

2111A.3.2 Horizontal reinforcing. Vertical reinforcement shall be placed enclosed within '/4-inch (6.4 mm) ties
or other reinforcing of equivalent net cross-sectional area, spaced not to exceed 18 inches (457 mm) on center in
concrete; or placed in the bed joints of unit masonry at a minimum of every 18 inches (457 mm) of vertical height.
Two such ties shall be provided at each bend in the vertical bars.

2111A.4 Seismic anchorage. Masonry and concrete chimneys in Seismic Design Category D shall be anchored at each
floor, ceiling or roof line more than 6 feet (1829 mm) above grade, except where constructed completely within the
exterior walls. Anchorage shall conform to the following requirements.

2111A.4.1 Anchorage. Two */;¢-inch by 1-inch (4.8 mm by 25.4 mm) straps shall be embedded a minimum of 12
inches (305 mm) into the chimney. Straps shall be hooked around the outer bars and extend 6 inches (152 mm)
beyond the bend. Each strap shall be fastened to a minimum of four floor joists with two '/,-inch (12.7 mm) bolts.

2111A.5 Firebox walls. Masonry fireboxes shall be constructed of solid masonry units, hollow masonry units grouted
solid, stone or concrete. When a lining of firebrick at least 2 inches (51 mm) in thickness or other approved lining is
provided, the minimum thickness of back and sidewalls shall each be 8 inches (203 mm) of solid masonry, including
the lining. The width of joints between firebricks shall not be greater than '/, inch (6.4 mm). When no lining is
provided, the total minimum thickness of back and sidewalls shall be 10 inches (254 mm) of solid masonry. Firebrick
shall conform to ASTM C 27 or ASTM C 1261 and shall be laid with medium-duty refractory mortar conforming to
ASTM C 199.

2111A.5.1 Steel fireplace units. Steel fireplace units are permitted to be installed with solid masonry to form a
masonry fireplace provided they are installed according to either the requirements of their listing or the
requirements of this section. Steel fireplace units incorporating a steel firebox lining shall be constructed with steel
not less than '/4inch (6.4 mm) in thickness, and an air-circulating chamber which is ducted to the interior of the
building. The firebox lining shall be encased with solid masonry to provide a total thickness at the back and sides
of not less than 8 inches (203 mm), of which not less than 4 inches (102 mm) shall be of solid masonry or
concrete. Circulating air ducts employed with steel fireplace units shall be constructed of metal or masonry.

2111A.6 Firebox dimensions. The firebox of a concrete or masonry fireplace shall have a minimum depth of 20 inches
(508 mm). The throat shall not be less than 8 inches (203 mm) above the fireplace opening. The throat opening shall
not be less than 4 inches (102 mm) in depth. The cross-sectional area of the passageway above the firebox, including
the throat, damper and smoke chamber, shall not be less than the cross-sectional area of the flue.

Exception: Rumford fireplaces shall be permitted provided that the depth of the fireplace is at least 12 inches (305
mm) and at least one-third of the width of the fireplace opening, and the throat is at least 12 inches (305 mm)
above the lintel, and at least '/ the cross-sectional area of the fireplace opening.

2111A.7 Lintel and throat. Masonry over a fireplace opening shall be supported by a lintel of noncombustible
material. The minimum required bearing length on each end of the fireplace opening shall be 4 inches (102 mm). The
fireplace throat or damper shall be located a minimum of 8 inches (203 mm) above the top of the fireplace opening.

2111A.7.1 Damper. Masonry fireplaces shall be equipped with a ferrous metal damper located at least 8 inches
(203 mm) above the top of the fireplace opening. Dampers shall be installed in the fireplace or at the top of the
flue venting the fireplace, and shall be operable from the room containing the fireplace. Damper controls shall be
permitted to be located in the fireplace.

2111 A.8 Smoke chamber walls. Smoke chamber walls shall be constructed of solid masonry units, hollow masonry
units grouted solid, stone or concrete. Corbeling of masonry units shall not leave unit cores exposed to the inside of the
smoke chamber. The inside surface of corbeled masonry shall be parged smooth. Where no lining is provided, the total
minimum thickness of front, back and sidewalls shall be 8 inches (203 mm) of solid masonry. When a lining of
firebrick at least 2 inches (51 mm) thick, or a lining of vitrified clay at least */g inch (15.9 mm) thick, is provided, the
total minimum thickness of front, back and sidewalls shall be 6 inches (152 mm) of solid masonry, including the lining.
Firebrick shall conform to ASTM C 27 or ASTM C 1261 and shall be laid with refractory mortar conforming to ASTM
C 199.
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2111A.8.1 Smoke chamber dimensions. The inside height of the smoke chamber from the fireplace throat to the
beginning of the flue shall not be greater than the inside width of the fireplace opening. The inside surface of the
smoke chamber shall not be inclined more than 45 degrees (0.76 rad) from vertical when prefabricated smoke
chamber linings are used or when the smoke chamber walls are rolled or sloped rather than corbeled. When the
inside surface of the smoke chamber is formed by corbeled masonry, the walls shall not be corbeled more than 30
degrees (0.52 rad) from vertical.

2111 A.9 Hearth and hearth extension. Masonry fireplace hearths and hearth extensions shall be constructed of
concrete or masonry, supported by noncombustible materials, and reinforced to carry their own weight and all imposed
loads. No combustible material shall remain against the underside of hearths or hearth extensions after construction.

2111A.9.1 Hearth thickness. The minimum thickness of fireplace hearths shall be 4 inches (102 mm).
2111A.9.2 Hearth extension thickness. The minimum thickness of hearth extensions shall be 2 inches (51 mm).

Exception: When the bottom of the firebox opening is raised at least 8 inches (203 mm) above the top of the
hearth extension, a hearth extension of not less than */s-inch-thick (9.5 mm) brick, concrete, stone, tile or
other approved noncombustible material is permitted.

2111A.10 Hearth extension dimensions. Hearth extensions shall extend at least 16 inches (406 mm) in front of, and at
least 8 inches (203 mm) beyond, each side of the fireplace opening. Where the fireplace opening is 6 square feet (0.557
m?) or larger, the hearth extension shall extend at least 20 inches (508 mm) in front of, and at least 12 inches (305 mm)
beyond, each side of the fireplace opening.

2111A.11 Fireplace clearance. Any portion of a masonry fireplace located in the interior of a building or within the
exterior wall of a building shall have a clearance to combustibles of not less than 2 inches (51 mm) from the front faces
and sides of masonry fireplaces and not less than 4 inches (102 mm) from the back faces of masonry fireplaces. The
airspace shall not be filled, except to provide fireblocking in accordance with Section 2111A.12.

Exceptions:

1. Masonry fireplaces listed and labeled for use in contact with combustibles in accordance with UL 127 and
installed in accordance with the manufacturer's installation instructions are permitted to have combustible
material in contact with their exterior surfaces.

2. When masonry fireplaces are constructed as part of masonry or concrete walls, combustible materials shall
not be in contact with the masonry or concrete walls less than 12 inches (306 mm) from the inside surface
of the nearest firebox lining.

3. Exposed combustible trim and the edges of sheathing materials, such as wood siding, flooring and drywall,
are permitted to abut the masonry fireplace sidewalls and hearth extension, in accordance with Figure
2111A.11, provided such combustible trim or sheathing is a minimum of 12 inches (306 mm) from the
inside surface of the nearest firebox lining.

4. Exposed combustible mantels or trim is permitted to be placed directly on the masonry fireplace front
surrounding the fireplace opening, provided such combustible materials shall not be placed within 6 inches
(153 mm) of a fireplace opening. Combustible material directly above and within 12 inches (305 mm) of
the fireplace opening shall not project more than '/ginch (3.2 mm) for each 1-inch (25 mm) distance from
such opening. Combustible materials located along the sides of the fireplace opening that project more than
1'/, inches (38 mm) from the face of the fireplace shall have an additional clearance equal to the
projection.

Chapter 21A, DSA-SS/OSHPD 1 & 4 November 14th, 2006
Express Terms, Rev. 1 Page 48 of 58



o ' Vi
%/; MAsonEY / / COMBUSTIELE SHEATHNG
3/

EDIGE ABLITTING MASONRY
p 12" MIN, FRIOM FIREBOX

('f 2* CLEARANCE (AIRSPACE)
-~ TO COMBLISTIBLE FRAMING

.-‘:l'::l |

et o
— S

b
o FRAME WALL

T WIDOD MSNTEL

For SI: 1 inch = 25.4 mm

FIGURE 2111A.11 - ILLUSTRATION OF EXCEPTION TO FIREPLACE CLEARANCE
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2111A.12 Fireplace fireblocking. All spaces between fireplaces and floors and ceilings through which fireplaces pass
shall be fireblocked with noncombustible material securely fastened in place. The fireblocking of spaces between wood
joists, beams or headers shall be to a depth of 1 inch (25 mm) and shall only be placed on strips of metal or metal lath
laid across the spaces between combustible material and the chimney.

2111A.13 Exterior air. Factory-built or masonry fireplaces covered in this section shall be equipped with an exterior
air supply to ensure proper fuel combustion unless the room is mechanically ventilated and controlled so that the indoor
pressure is neutral or positive.

2111A.13.1 Factory-built fireplaces. Exterior combustion air ducts for factory-built fireplaces shall be listed
components of the fireplace, and installed according to the fireplace manufacturer's instructions.

2111A.13.2 Masonry fireplaces. Listed combustion air ducts for masonry fireplaces shall be installed according
to the terms of their listing and manufacturer's instructions.

2111A.13.3 Exterior air intake. The exterior air intake shall be capable of providing all combustion air from the
exterior of the dwelling. The exterior air intake shall not be located within the garage, attic, basement or crawl
space of the dwelling nor shall the air intake be located at an elevation higher than the firebox. The exterior air
intake shall be covered with a corrosion-resistant screen of '/4-inch (6.4 mm) mesh.

2111A.13.4 Clearance. Unlisted combustion air ducts shall be installed with a minimum 1-inch (25 mm)
clearance to combustibles for all parts of the duct within 5 feet (1524 mm) of the duct outlet.

2111A.13.5 Passageway. The combustion air passageway shall be a minimum of 6 square inches (3870 mm?) and
not more than 55 square inches (0.035 m?), except that combustion air systems for listed fireplaces or for
fireplaces tested for emissions shall be constructed according to the fireplace manufacturer's instructions.

2111A.13.6 Outlet. The exterior air outlet is permitted to be located in the back or sides of the firebox chamber or
within 24 inches (610 mm) of the firebox opening on or near the floor. The outlet shall be closable and designed to
prevent burning material from dropping into concealed combustible spaces.

SECTION 21124 MASONRY HEATERS

2112A.1 Definition. A masonry heater is a heating appliance constructed of concrete or solid masonry, hereinafter
referred to as "masonry," which is designed to absorb and store heat from a solid fuel fire built in the firebox by routing
the exhaust gases through internal heat exchange channels in which the flow path downstream of the firebox may
include flow in a horizontal or downward direction before entering the chimney and which delivers heat by radiation
from the masonry surface of the heater.
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2112A.2 Installation. Masonry heaters shall be installed in accordance with this section and comply with one of the
following:

1. Masonry heaters shall comply with the requirements of ASTM E 1602; or

2. Masonry heaters shall be listed and labeled in accordance with UL 1482 and installed in accordance with the
manufacturer's installation instructions.

2112A.3 Footings and foundation. The firebox floor of a masonry heater shall be a minimum thickness of 4 inches
(102 mm) of noncombustible material and be supported on a noncombustible footing and foundation in accordance
with Section 2113A.2.

2112A.4 Seismic reinforcing. In Seismic Design Category D, E and F, masonry heaters shall be anchored to the
masonry foundation in accordance with Section 2113A.3. Seismic reinforcing shall not be required within the body of a
masonry heater with a height that is equal to or less than 3.5 times its body width and where the masonry chimney
serving the heater is not supported by the body of the heater. Where the masonry chimney shares a common wall with
the facing of the masonry heater, the chimney portion of the structure shall be reinforced in accordance with Section
2113A.

2112A.5 Masonry heater clearance. Combustible materials shall not be placed within 36 inches (765 mm) of the
outside surface of a masonry heater in accordance with NFPA 211, Section 8-7 (clearances for solid fuel-burning
appliances), and the required space between the heater and combustible material shall be fully vented to permit the free
flow of air around all heater surfaces.

Exceptions:

1. When the masonry heater wall thickness is at least 8 inches (203 mm) thick of solid masonry and the wall
thickness of the heat exchange channels is at least 5 inches (127 mm) thick of solid masonry, combustible
materials shall not be placed within 4 inches (102 mm) of the outside surface of a masonry heater. A
clearance of at least 8 inches (203 mm) shall be provided between the gas-tight capping slab of the heater
and a combustible ceiling.

2. Masonry heaters listed and labeled in accordance with UL 1482 and installed in accordance with the
manufacturer's instructions.

SECTION 2113A - MASONRY CHIMNEYS

2113A.1 Definition. A masonry chimney is a chimney constructed of concrete or masonry, hereinafter referred to as
"masonry." Masonry chimneys shall be constructed, anchored, supported and reinforced as required in this chapter.

2113A.2 Footings and foundations. Footings for masonry chimneys shall be constructed of concrete or solid masonry
at least 12 inches (305 mm) thick and shall extend at least 6 inches (152 mm) beyond the face of the foundation or
support wall on all sides. Footings shall be founded on natural undisturbed earth or engineered fill below frost depth. In
areas not subjected to freezing, footings shall be at least 12 inches (305 mm) below finished grade.

2113A.3 Seismic reinforcing. Masonry or concrete chimneys shall be constructed, anchored, supported and reinforced
as required in this chapter. In Seismic Design Category D, masonry and concrete chimneys shall be reinforced and
anchored as detailed in Sections 2113A.3.1, 2113A.3.2 and 2113A.4. In-Seismie Design-CategoryA; B-o+-C;
reinforcementand-seismic-anchorage-isnetrequired: In Seismic Design Category E or F, masonry and concrete

chimneys shall be reinforced in accordance with the requirements of Sections 2101A through 2108A.

2113A.3.1 Vertical reinforcing. For chimneys up to 40 inches (1016 mm) wide, four No. 4 continuous vertical
bars anchored in the foundation shall be placed in the concrete between wythes of solid masonry or within the
cells of hollow unit masonry and grouted in accordance with Section 2103A.12. Grout shall be prevented from
bonding with the flue liner so that the flue liner is free to move with thermal expansion. For chimneys greater than
40 inches (1016 mm) wide, two additional No. 4 vertical bars shall be provided for each additional 40 inches
(1016 mm) in width or fraction thereof.

2113A.3.2 Horizontal reinforcing. Vertical reinforcement shall be placed enclosed within !/4-inch (6.4 mm) ties,
or other reinforcing of equivalent net cross-sectional area, spaced not to exceed 18 inches (457 mm) o.c. in
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concrete, or placed in the bed joints of unit masonry, at a minimum of every 18 inches (457 mm) of vertical
height. Two such ties shall be provided at each bend in the vertical bars.

2113A.4 Seismic anchorage. Masonry and concrete chimneys and foundations in Seismic Design Category D shall be
anchored at each floor, ceiling or roof line more than 6 feet (1829 mm) above grade, except where constructed
completely within the exterior walls. Anchorage shall conform to the following requirements.

2113A4.4.1 Anchorage. Two */;¢-inch by 1-inch (4.8 mm by 25 mm) straps shall be embedded a minimum of 12
inches (305 mm) into the chimney. Straps shall be hooked around the outer bars and extend 6 inches (152 mm)
beyond the bend. Each strap shall be fastened to a minimum of four floor joists with two !/,-inch (12.7 mm) bolts.

2113A.5 Corb

eling. Ma

(Relocated from 2104A.4.5, 2001 CBC) Corbelling for masonry chimney shall be as required per Section

2104A.4.2.

2113A.6 Changes in dimension. The chimney wall or chimney flue lining shall not change in size or shape within 6
inches (152 mm) above or below where the chimney passes through floor components, ceiling components or roof
components.

2113A.7 Offsets. Where a masonry chimney is constructed with a fireclay flue liner surrounded by one wythe of
masonry, the maximum offset shall be such that the centerline of the flue above the offset does not extend beyond the
center of the chimney wall below the offset. Where the chimney offset is supported by masonry below the offset in an
approved manner, the maximum offset limitations shall not apply. Each individual corbeled masonry course of the
offset shall not exceed the projection limitations specified in Section 2113A.5.

2113A.8 Additional load. Chimneys shall not support loads other than their own weight unless they are designed and
constructed to support the additional load. Masonry chimneys are permitted to be constructed as part of the masonry
walls or concrete walls of the building.

2113A.9 Termination. Chimneys shall extend at least 2 feet (610 mm) higher than any portion of the building within
10 feet (3048 mm), but shall not be less than 3 feet (914 mm) above the highest point where the chimney passes
through the roof.

2113A.9.1 Spark arrestors. Where a spark arrestor is installed on a masonry chimney, the spark arrestor shall
meet all of the following requirements:

1. The net free area of the arrestor shall not be less than four times the net free area of the outlet of the
chimney flue it serves.

2. The arrestor screen shall have heat and corrosion resistance equivalent to 19-gage galvanized steel or 24-
gage stainless steel.

3. Openings shall not permit the passage of spheres having a diameter greater than '/, inch (13 mm) nor block
the passage of spheres having a diameter less than */5 inch (11 mm).

4. The spark arrestor shall be accessible for cleaning and the screen or chimney cap shall be removable to
allow for cleaning of the chimney flue.

2113A.10 Wall thickness. Masonry chimney walls shall be constructed of concrete, solid masonry units or hollow
masonry units grouted solid with not less than 4 inches (102 mm) nominal thickness.

2113A.10.1 Masonry veneer chimneys. Where masonry is used as veneer for a framed chimney, through flashing
and weep holes shall be provided as required by Chapter 14.

2113A.11 Flue lining (material). Masonry chimneys shall be lined. The lining material shall be appropriate for the
type of appliance connected, according to the terms of the appliance listing and the manufacturer's instructions.
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2113A.11.1 Residential-type appliances (general). Flue lining systems shall comply with one of the following:
1. Clay flue lining complying with the requirements of ASTM C 315, or equivalent.
2. Listed chimney lining systems complying with UL 1777.
3. Factory-built chimneys or chimney units listed for installation within masonry chimneys.

4. Other approved materials that will resist corrosion, erosion, softening or cracking from flue gases and
condensate at temperatures up to 1,800°F (982°C).

2113A.11.1.1 Flue linings for specific appliances. Flue linings other than those covered in Section
2113A.11.1 intended for use with specific appliances shall comply with Sections 2113A.11.1.2 through
2113A.11.1.4 and Sections 2113A.11.2 and 2113A.11.3.

2113A.11.1.2 Gas appliances. Flue lining systems for gas appliances shall be in accordance with the
International-Frel Gas California Mechanical Code.

2113A.11.1.3 Pellet fuel-burning appliances. Flue lining and vent systems for use in masonry chimneys
with pellet fuel-burning appliances shall be limited to flue lining systems complying with Section 2113A.11.1
and pellet vents listed for installation within masonry chimneys (see Section 2113A.11.1.5 for marking).

2113A.11.1.4 QOil-fired appliances approved for use with L-vent. Flue lining and vent systems for use in
masonry chimneys with oil-fired appliances approved for use with Type L vent shall be limited to flue lining
systems complying with Section 2113A.11.1 and listed chimney liners complying with UL 641 (see Section
2113A.11.1.5 for marking).

2113A.11.1.5 Notice of usage. When a flue is relined with a material not complying with Section
2113A.11.1, the chimney shall be plainly and permanently identified by a label attached to a wall, ceiling or
other conspicuous location adjacent to where the connector enters the chimney. The label shall include the
following message or equivalent language: "This chimney is for use only with (type or category of appliance)
that burns (type of fuel). Do not connect other types of appliances."

2113A.11.2 Concrete and masonry chimneys for medium-heat appliances.

2113A.11.2.1 General. Concrete and masonry chimneys for medium-heat appliances shall comply with
Sections 2113A.1 through 2113A.5.

2113A.11.2.2 Construction. Chimneys for medium-heat appliances shall be constructed of solid masonry
units or of concrete with walls a minimum of 8 inches (203 mm) thick, or with stone masonry a minimum of
12 inches (305 mm) thick.

2113A.11.2.3 Lining. Concrete and masonry chimneys shall be lined with an approved medium-duty
refractory brick a minimum of 4'/,inches (114 mm) thick laid on the 4'/,-inch bed (114 mm) in an approved
medium-duty refractory mortar. The lining shall start 2 feet (610 mm) or more below the lowest chimney
connector entrance. Chimneys terminating 25 feet (7620 mm) or less above a chimney connector entrance
shall be lined to the top.

2113A4.11.2.4 Multiple passageway. Concrete and masonry chimneys containing more than one passageway
shall have the liners separated by a minimum 4-inch-thick (102 mm) concrete or solid masonry wall.

2113A.11.2.5 Termination height. Concrete and masonry chimneys for medium-heat appliances shall
extend a minimum of 10 feet (3048 mm) higher than any portion of any building within 25 feet (7620 mm).

2113A4.11.2.6 Clearance. A minimum clearance of 4 inches (102 mm) shall be rovided between the exterior
surfaces of a concrete or masonry chimney for medium-heat appliances and combustible material.

2113A4.11.3 Concrete and masonry chimneys for high-heat appliances.

2113A4.11.3.1 General. Concrete and masonry chimneys for high-heat appliances shall comply with Sections
2113A.1 through 2113A.5.
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2113A4.11.3.2 Construction. Chimneys for high-heat appliances shall be constructed with double walls of
solid masonry units or of concrete, each wall to be a minimum of 8 inches (203 mm) thick with a minimum
airspace of 2 inches (51 mm) between the walls.

2113A.11.3.3 Lining. The inside of the interior wall shall be lined with an approved high-duty refractory
brick, a minintum of 4'/inches (114 mm) thick laid on the 4'/,-inch bed (114 mm) in an approved high-duty
refractory mortar. The lining shall start at the base of the chimney and extend continuously to the top.

2113A.11.3.4 Termination height. Concrete and masonry chimneys for high-heat appliances shall extend a
minimum of 20 feet (6096 mm) higher than any portion of any building within 50 feet (15 240 mm).

2113A.11.3.5 Clearance. Concrete and masonry chimneys for high-heat appliances shall have approved
clearance from buildings and structures to prevent overheating combustible materials, permit inspection and
maintenance operations on the chimney and prevent danger of burns to persons.

2113A.12 Clay flue lining (installation). Clay flue liners shall be installed in accordance with ASTM C 1283 and
extend from a point not less than 8 inches (203 mm) below the lowest inlet or, in the case of fireplaces, from the top of
the smoke chamber to a point above the enclosing walls. The lining shall be carried up vertically, with a maximum
slope no greater than 30 degrees (0.52 rad) from the vertical.

Clay flue liners shall be laid in medium-duty refractory mortar conforming to ASTM C 199 with tight mortar
joints left smooth on the inside and installed to maintain an air space or insulation not to exceed the thickness of the
flue liner separating the flue liners from the interior face of the chimney masonry walls. Flue lining shall be supported
on all sides. Only enough mortar shall be placed to make the joint and hold the liners in position.

2113A.13 Additional requirements.

2113A.13.1 Listed materials. Listed materials used as flue linings shall be installed in accordance with the terms
of their listings and the manufacturer's instructions.

2113A.13.2 Space around lining. The space surrounding a chimney lining system or vent installed within a
masonry chimney shall not be used to vent any other appliance.

Exception: This shall not prevent the installation of a separate flue lining in accordance with the
manufacturer's instructions.

2113A.14 Multiple flues. When two or more flues are located in the same chimney, masonry wythes shall be built
between adjacent flue linings. The masonry wythes shall be at least 4 inches (102 mm) thick and bonded into the walls
of the chimney.

Exception: When venting only one appliance, two flues are permitted to adjoin each other in the same chimney

with only the flue lining separation between them. The joints of the adjacent flue linings shall be staggered at least
4 inches (102 mm).

2113A.15 Flue area (appliance). Chimney flues shall not be smaller in area than the area of the connector from the

appliance. Chimney flues connected to more than one appliance shall not be less than the area of the largest connector
plus 50 percent of the areas of additional chimney connectors.

Exceptions:

1. Chimney flues serving oil-fired appliances sized in accordance with NFPA 31.

2. Chimney flues serving gas-fired appliances sized in accordance with the fnternationatFurel-Gas
California Mechanical Code.

2113A.16 Flue area (masonry fireplace). Flue sizing for chimneys serving fireplaces shall be in accordance with
Section 2113A.16.1 or 2113A.16.2.
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FIGURE 2113A.16 - FLUE SIZES FOR MASONRY CHIMNEYS
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TABLE 2113A.16(1) - NET CROSS-SECTIONAL AREA OF ROUND FLUE SIZES?

FLUE SIZE, INSIDE DIAMETER CROSS-SECTIONAL AREA
(inches) (square inches)

6 28
7 38
8 50
10 78

10°/, 90
12 113
15 176
18 254

For SI: 1 inch =25.4 mm, 1 square inch = 645.16 mm’.

a. Flue sizes are based on ASTM C 315.

TABLE 2113A.16(2) - NET CROSS-SECTIONAL AREA OF SQUARE AND RECTANGULAR FLUE SIZES

FLUE SIZE, OUTSIDE
NOMINAL DIMENSIONS CROSS-SECTIONAL AREA

(inches) (square inches)

45x8.5 23

45x13 34

8x 8 42

8.5x8.5 49

8x12 67

85x 13 76

12x 12 102

8.5x 18 101

13x13 127

12x 16 131

13x 18 173

16 x 16 181

16 x 20 222

18x 18 233

20 x 20 298

20 x 24 335

24 x 24 431

For SI: 1 inch =25.4 mm, 1 square inch = 645.16 mm’.

2113A.16.1 Minimum area. Round chimney flues shall have a minimum net cross-sectional area of at least '/, of
the fireplace opening. Square chimney flues shall have a minimum net cross-sectional area of at least '/,40f the
fireplace opening. Rectangular chimney flues with an aspect ratio less than 2 to 1 shall have a minimum net cross-
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sectional area of at least '/,qof the fireplace opening. Rectangular chimney flues with an aspect ratio of 2 to 1 or
more shall have a minimum net cross-sectional area of at least /g of the fireplace opening.

2113A.16.2 Determination of minimum area. The minimum net cross-sectional area of the flue shall be
determined in accordance with Figure 2113A.16. A flue size providing at least the equivalent net cross-sectional
area shall be used. Cross-sectional areas of clay flue linings are as provided in Tables 2113A.16(1) and
2113A.16(2) or as provided by the manufacturer or as measured in the field. The height of the chimney shall be
measured from the firebox floor to the top of the chimney flue.

2113A.17 Inlet. Inlets to masonry chimneys shall enter from the side. Inlets shall have a thimble of fireclay, rigid
refractory material or metal that will prevent the connector from pulling out of the inlet or from extending beyond the
wall of the liner.

2113A.18 Masonry chimney cleanout openings. Cleanout openings shall be provided within 6 inches (152 mm) of
the base of each flue within every masonry chimney. The upper edge of the cleanout shall be located at least 6 inches
(152 mm) below the lowest chimney inlet opening. The height of the opening shall be at least 6 inches (152 mm). The
cleanout shall be provided with a noncombustible cover.

Exception: Chimney flues serving masonry fireplaces, where cleaning is possible through the fireplace opening.

2113A.19 Chimney clearances. Any portion of a masonry chimney located in the interior of the building or within the
exterior wall of the building shall have a minimum airspace clearance to combustibles of 2 inches (51 mm). Chimneys
located entirely outside the exterior walls of the building, including chimneys that pass through the soffit or cornice,
shall have a minimum airspace clearance of 1 inch (25 mm). The airspace shall not be filled, except to provide
fireblocking in accordance with Section 2113A.20.

Exceptions:

1. Masonry chimneys equipped with a chimney lining system listed and labeled for use in chimneys in
contact with combustibles in accordance with UL 1777, and installed in accordance with the
manufacturer's instructions, are permitted to have combustible material in contact with their exterior
surfaces.

2. Where masonry chimneys are constructed as part of masonry or concrete walls, combustible materials shall
not be in contact with the masonry or concrete wall less than 12 inches (305 mm) from the inside surface
of the nearest flue lining.

3. Exposed combustible trim and the edges of sheathing materials, such as wood siding, are permitted to abut
the masonry chimney sidewalls, in accordance with Figure

2113A.19, provided such combustible trim or sheathing is a minimum of 12 inches (305 mm) from the inside surface of
the nearest flue lining. Combustible material and trim shall not overlap the corners of the chimney by more than 1 inch
(25 mm).
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For SI: 1 inch=25.4 mm.

FIGURE 2113A.19 - ILLUSTRATION OF EXCEPTION THREE CHIMNEY CLEARANCE
PROVISION

2113A.20 Chimney fireblocking. All spaces between chimneys and floors and ceilings through which chimneys pass
shall be fireblocked with noncombustible material securely fastened in place. The fireblocking of spaces between wood
joists, beams or headers shall be to a depth of 1 inch (25 mm) and shall only be placed on strips of metal or metal lath
laid across the spaces between combustible material and the chimney.

SECTION 2114A - (Relocated from 2112A, 2001 CBC) NONBEARING WALLS

2114A.1 General. All nonbearing masonry walls shall be reinforced as specified in Section 2106A-1-124

2106A.5.3.1. Fences and interior nonbearing nonshear walls may be of hollow-unit masonry construction

grouted in cells containing vertical and horizontal reinforcement. Nonbearing walls may be used to carry a
superimposed load of not more than 200 pounds per linear foot (2.92 kN/m).

1.

2.

Thickness. Every nonbearing masonry wall shall be so constructed and have a sufficient thickness
to withstand all vertical loads and horizontal loads, but in no case shall the thickness of such walls be
less than the values set forth in Table 21A-R- 2107A.9.

Plaster shall not be considered as contributing to the thickness of a wall in computing the
height-to-thickness ratio.

Anchorage. All nonbearing walls shall be anchored as required by Sections +6141A-and-1633A-2.8
1604A and ASCE 7 Chapter 13. Suspended ceilings or other nonstructural elements shall not be
used to provide anchorage for masonry walls.

SECTION 2115A -(Relocated from 2113A, 2001 CBC) MASONRY SCREEN WALLS

2115A.1 General. Masonry units may be used in nonbearing decorative screen walls. Units may be laid up
in panels with units on edge with the open pattern of the unit exposed in the completed wall.

1.

Horizontal Forces. The panels shall be capable of spanning between supports to resist the
horizontal forces specified in Chapter 16A. Wind loads shall be based on gross projected area of the
block.

. Mortar Joints. Horizontal and vertical joints shall not be less than 1/4 inch (6 mm) thick. All joints

shall be completely filled with mortar and shall be “shoved joint” work. The units of a panel shall be so
arranged that either the horizontal or the vertical joint containing reinforcing is continuous W/thout
offset. This continuous joint shall be reinforced with a minimum of 0.03 square inch (19 mm ) of
reinforcing steel. Reinforcement may be embedded in mortar.

. Reinforcing. Joint reinforcing may be composed of two wires made with welded ladder or trussed

wire cross ties. In calculating the resisting capacity of the system, compression and tension in the
spaced wires may be utilized. Ladder wire reinforcing shall not be spliced and shall be the widest that
the mortar joint will accommodate, allowing 1/2 inch (13 mm) of mortar cover.

. Size of Panels. The maximum size of panels shall be 144 square feet (13.4 m2), with the maximum

dimension in either direction of 15 feet (4572 mm).

. Panel Support. Each panel shall be supported on all edges by a structural member of concrete,

masonry or steel. Supports at the top and ends of the panel shall be by means of confinement of the
masonry by at least 1/2 inch (13 mm) into and between the flanges of a steel channel. The space
between the end of the panel and the web of the channel shall be filled with resilient material. The
use of equivalent configuration in other steel section or in masonry or concrete is acceptable.
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Notation [For DSA-SS]:

Authority: Education Code Sections 17310, 81142; Health & Safety Code Section 16022
Reference(s): Education Code Sections 17280 - 17317, and 811130 - 81149; Health & Safety Code
Sections 16000 — 16023

Notation [For OSHPD]:
Authority: Health and Safety Code Section 129850
Reference: Health and Safety Code Sections 1275, 129850 and 129790
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